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BUILDING CODE INFORMATION:         

PROJECT LOCATION:
UNION GROVE, WI 53182

PROJECT SCOPE:
NEW SINGLE STORY + MEZZANINE FIRE STATION 

BUILDING AND FIRE CODES:
2015 BUILDING CODE AS AMENDED BY THE STATE OF WISCONSIN:

2015 INTERNATIONAL BUILDING CODE (IBC)
2015 INTERNATIONAL PLUMBING CODE (IPC)
2015 INTERNATIONAL MECHANICAL CODE (IMC)
2015 INTERNATIONAL ENERGY CONSERVATION CODE (IECC)
2017 NFPA 70, NATIONAL ELECTRIC CODE (NEC)
2015 WISCONSIN AMENDMENTS
2009 ICC/ANSI A117.1 ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES

OCCUPANCY CLASSIFICATION:
MAIN OCCUPANCY: BUSINESS - B

STORAGE - S2

ACCESSORY OCCUPANCY : ASSEMBLY - A3
RESIDENTIAL - R3

TYPE OF CONSTRUCTION: TYPE 2B

FULLY SPRINKLERED: YES, PER NFPA 13

BUILDING HEIGHT AND AREA:
ALLOWABLE BUILDING HEIGHT / STORIES:

ASSEMBLY - A3 75 FEET / 3 STORIES 
BUSINESS - B 75 FEET / 4 STORIES
RESIDENTIAL - R2 75 FEET / 5 STORIES
STORAGE - S2 75 FEET / 4 STORIES

ACTUAL BUILDING HEIGHT: 35' - 8" FEET,  1 STORY + MEZZANINE

ALLOWABLE BUILDING AREA: 
ASSEMBLY - A3 38,000 SF
BUSINESS - B 92,000 SF
RESIDENTIAL - R2 64,000 SF
STORAGE - S2 104,000 SF

ACTUAL BUILDING AREA:
FIRST FLOOR 23,730 SF
MEZZANINE   2,870 SF 
TOTAL 26,600 SF

MIXED USE AND OCCUPANCY (508):
OCCUPANCIES ARE NOT REQUIRED TO BE SEPARATED PER 508.3

MOTOR VEHICLE RELATED OCCUPANCIES (406):
A MECHANICAL VENTILATION SYSTEM IS REQUIRED PER 406.6.2

AN ENCLOSED PARKING GARAGE IS REQUIRED TO HAVE AN AUTOMATIC 
SPRINKLER SYSTEM PER 406.6.3

OCCUPANCY LOAD (1004):
SEE OCCUPANT LOAD CHART

MEANS OF EGRESS SIZING (1005):
MAX OCCUPANT LOAD OF ANY DOOR IS 152 OCCUPANTS OR 31" MIN. PER 
1005.3.2

ALL EGRESS DOORS ARE 34" CLEAR OR GREATER

NUMBER OF EXITS AND EXIT ACCESS DOORWAYS (1006):
SEE LIFE SAFETY PLAN FOR NUMBER AND LOCATION OF EXITS

FIRE RESISTANCE RATINGS: 
CORRIDOR WALLS: 0.5 HOURS BY TABLE 1020.1 DUE TO 

MORE THAN 10 OCCUPANTS UTILIZING 
CORRIDOR

SLEEPING UNITS: 0.5 HOUR SEPARATION BETWEEN UNITS 
WITH AUTOMATIC SPRINKLER SYSTEM

MAXIMUM EXIT ACCESS TRAVEL DISTANCE (1017.2)
ASSEMBLY - A3 250 FEET
BUSINESS - B 300 FEET
RESIDENTIAL - R2 250 FEET
STORAGE - S2 400 FEET
ACTUAL MAXIMUM 130 FEET

MAXIMUM COMMON PATH OF EGRESS TRAVEL DISTANCE (1006.2.1)
ASSEMBLY - A3 75 FEET
BUSINESS - B 100 FEET
RESIDENTIAL - R2 125 FEET
STORAGE - S2 100 FEET
ACTUAL MAXIMUM 66 FEET

X

X X"

X

DOOR NUMBER OR STAIR NUMBER

EGRESS WIDTH

EGRESS CAPACITY

ANTICIPATED LOAD

FE FEC FIRE EXTINGUISHER / FIRE EXTINGUISHER CABINET

30-MINUTE FIRE RESISTANCE RATED CONSTRUCTION

EXIT ACCESS TRAVEL DISTANCE LABEL
COMMON PATH OF TRAVEL DISTANCE LABEL
PATH OF TRAVEL

X' - X"CP

TL    X' - X"

FUNCTION BY IBC CHAPTER 3

AREA OF REFUGEAOR

ACCESSIBILITY SYMBOL

EXIT SIGN

Name

CODE SYMBOL LEGEND                                                

60-MINUTE FIRE RESISTANCE RATED CONSTRUCTION

PLUMBING FIXTURE COUNTS
OCCUPANT TOTALS

A3 =198 (99/99)
B = 72 (36/36)

WATER CLOSETS, FEMALE

WATER CLOSETS, MALE

URINALS

LAVATORIES, FEMALE

LAVATORIES, MALE

SHOWER, UNISEX

DRINKING FOUNTAINS

SERVICE SINKS

REQUIRED USE 
GROUP B. 
FIRST 50

REQUIRED USE 
GROUP S

SUBTOTAL 
REQUIRED

TOTAL 
REQUIRED

PROVIDED 

1 PER 25

1.44

1 PER 25

1.44

1 PER 100

0.37

1 PER 100

0.37

3.73 4 4

3 3
4

2

2

31

1.71 2 4

1.71 2 3

1.26 2 2
1 PER 1000

0.07

1 PER 100

0.37

1 PER 100

0.37

REQUIRED USE 
GROUP 

A3. 

1 PER 65

1.52

1 PER 125

0.79

1 PER 200

0.49

1 PER 200

0.49

1 PER 500

0.40

REQUIRED USE 
GROUP B
FIRST 80

1 PER 100

0.72

R2 = 7 (4/4)
S2 = 74 (37/37)

REQUIRED USE 
GROUP 

R2

1 PER 10

0.40

1 PER 10

0.40

1 PER 10

0.40

1 PER 10

0.40

1 PER 8

0.88

1 PER 100

0.07

0.88 1 3

1 PER 240

0.45

1 PER 40

0.45

TRAINING ROOM

DORM

OFFICE

3

165 34"

147-2

30

165 34"

144-6

FE

FEC

FEC

DORM DORM DORM DORM DORM DORM

OFFICEOFFICE

EMS CONFERENCE ROOM WORK AREA

ADMIN OFFICE

STORAGE

PERS. DECON SPACE

GEAR LAUNDRY

KITCHEN

DAY ROOM

DINING ROOM

STORAGE

WORK SHOP

SCBA

EXERCISE

10

165 34"

131-1

GEAR LOCKERS

APPARATUS BAY
IT

STORAGE

SHADED AREAS:
PROVIDE 30-MIN FIRE PARTITIONS AS INDICATED.
PROVIDE 30-MIN. CEILING, FLOOR, AND PENETRATIONS.
PROVIDE 20-MIN. DOOR/FRAME ASSEMBLIES.
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103-2

WATCH ROOM
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A-3

B

R-2

S-2
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WATER SERVICE
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NOTE:
THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, 

AS AN INSTRUMENT OF PROFESSIONAL SERVICE, IS THE PROPERTY OF THE 
ARCHITECT AND ENGINEER AND IS NOT TO BE USED IN WHOLE OR IN PART, 
FOR ANY OTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF THE 
ARCHITECT AND ENGINEER. UNAUTHORIZED ALTERATION OR ADDITION TO  

ANY SURVEY DRAWING, DESIGN, SPECIFICATION, PLAN OR REPORT IS 
PROHIBITED IN ACCORDANCE WITH STATE LAW, CODE AND RULES.

Wendel WD Architecture, Engineering, Surveying and 
Landscape Architecture, P.C

204 E. Grand Avenue, Suite 200
Eau Claire, WI 54701

www.wendelcompanies.com
p:716.688.0766    tf:877.293.6335
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CODE COMPLIANCE PLAN
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UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
STATION

CONSTRUCTION DOCUMENTS

SCALE:  3/32" = 1'-0"1
LIFE SAFTEY PLAN - FIRST FLOOR

CODE OCCUPANCY SCHEDULE

NAME AREA FUNCTION OF SPACE CODE OCCUPANT LOAD FACTOR CALCULATED OCCUPANCY LOAD

FIRST FLOOR

ASSEMBLY, A-3

TRAINING ROOM 1383 SF ASSEMBLY - CONCENTRATED 7 SF 198

198

BUSINESS, B

OFFICE 363 SF BUSINESS AREAS 100 SF 4

OFFICE 232 SF BUSINESS AREAS 100 SF 3

OFFICE 208 SF BUSINESS AREAS 100 SF 3

WATCH ROOM 347 SF BUSINESS AREAS 100 SF 4

CONFERENCE ROOM 363 SF ASSEMBLY - UNCONCENTRATED (
TABLES & CHAIRS)

15 SF 25

WORK AREA 294 SF BUSINESS AREAS 100 SF 3

ADMIN OFFICE 300 SF BUSINESS AREAS 100 SF 3

PERS. DECON SPACE 92 SF BUSINESS AREAS 100 SF 1

GEAR LAUNDRY 357 SF BUSINESS AREAS 100 SF 4

KITCHEN 447 SF BUSINESS AREAS 100 SF 5

DAY ROOM 361 SF BUSINESS AREAS 100 SF 4

DINING ROOM 264 SF BUSINESS AREAS 100 SF 3

EXERCISE 920 SF EXERCISE 50 SF 19

81

RESIDENTIAL, R-2

DORM 135 SF RESIDENTIAL 200 SF 1

DORM 135 SF RESIDENTIAL 200 SF 1

DORM 135 SF RESIDENTIAL 200 SF 1

DORM 135 SF RESIDENTIAL 200 SF 1

DORM 135 SF RESIDENTIAL 200 SF 1

DORM 132 SF RESIDENTIAL 200 SF 1

DORM 133 SF RESIDENTIAL 200 SF 1

7

STORAGE, S-2 (LOW HAZARD STORAGE)

EMS 193 SF ACCESSORY STORAGE AREAS 300 SF 1

GEAR LOCKERS 549 SF LOCKER ROOMS 50 SF 11

WORK SHOP 611 SF ACCESSORY STORAGE AREAS 300 SF 3

SCBA 175 SF ACCESSORY STORAGE AREAS 300 SF 1

APPARATUS BAY 9785 SF PARKING GARAGES 200 SF 49

65

MEZZANINE

STORAGE, S-2 (LOW HAZARD STORAGE)

MEZZANINE 719 SF ACCESSORY STORAGE AREAS 300 SF 3

MEZZANINE 703 SF ACCESSORY STORAGE AREAS 300 SF 3

6

GRAND TOTAL 357

SCALE:  3/32" = 1'-0"2
LIFE SAFETY PLAN - MEZZANINE

TRUE NORTH

PLAN
NORTH

TRUE NORTH

PLAN
NORTH



ABBREVIATIONS:                    

ACT ACOUSTICAL CEILING TILE
ADA AMERICANS WITH DISABILITIES ACT
ADJ ADJACENT/ADJUSTABLE
AFF ABOVE FINISHES FLOOR
AHU AIR HANDLING UNIT
AOR AREA OF REFUGE
APPROX APPROXIMATELY
ARCH ARCHITECT
AV AUDIO VISUAL
BLDG BUILDING
BOT BOTTOM
BRG BEARING
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CONC CONCRETE
COORD COORDINATE
CPT CARPET
CPTM WALK-OFF CARPET TILE MAT
CT CERAMIC TILE
CTB CERAMIC TILE BASE
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DS DOWNSPOUT
DWG DRAWING
EA EACH
EF EACH FACE
EJ EXPANSION JOINT
EL ELEVATION
EQ EQUIPMENT
EWC ELECTRIC WATER COOLER
EXT EXTERIOR
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISHED FACE
FLR FLOOR
FT FEET/FOOT
GC GENERAL CONTRACTOR
GYP GYPSUM
GYP BD GYPSUM WALLBOARD
H HIGH
HC HANDICAP
HDW HARDWARE
HM HOLLOW METAL
HORIZ HORIZONTAL
HPT HIGH POINT
HT HEIGHT
HVAC HEATING
INT INTERIOR
JAN JANITOR
LAV LAVITORY
LPT LOW POINT
LVT LUXURY VINYL TILE
MAX MAXIMUM
MECH MECHANICAL
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
N NORTH
NA NOT APPLICABLE
NIC NOT IN CONTRACT
NO NUMBER
NRC NOISE REDUCTION COEFFICIENT
NTS NOT TO SCALE
OC ON CENTER
OH OVERHANG
P PAINT
PE EPOXY PAINT
PLAM PLASTIC LAMINATE
PLBG PLUMBING
PLYWD PLYWOOD
PT POCELAIN TILE
QT QUARRY TILE 
QTY QUANTITY
QZ QUARTZ
RB RUBBER BASE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REF REFERENCE/REFRIGERATOR
REQD REQUIRED
RO ROUGH OPENING
RTU ROOF TOP UNIT
RV ROOF VENT
SCHED SCHEDULE
SF SQUARE FEET/FOOT
SHTHG SHEATHING
SPEC SPECIFICATION
STL STEEL
SUSP SUSPEND
TER TERRAZZO
TOC TOP OR CURB/TOP OF CONCRETE
TOJ TOP OF JOIST
TOP TOP OF PARAPET
TOS TOP OF STEEL
TOW TOP OF WALL
TV TELEVISION
TYP TYPICAL
UNO UNLESS NOTED OTHERWISE
VB VINYL BASE
VCT VINYL COMPOSITION TILE
VEST VESTIBULE
VIF VERIFY IN FIELD
VP VENT PIPE
VTR VENT THROUGH ROOF
VWC VINYL WALL COVERING
W/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WS WINDOW SHADE

MATERIALS LEGEND:                                                                    
REVISE LEGEND TO SUIT PROJECT

FACE BRICK

CONCRETE MASONRY UNIT

FOAM PLASTIC BOARD
INSULATION

BLANKET INSULATION

CONTINUOUS WOOD

SHIM

FINISHED WOOD

GYPSUM BOARD / GROUT

CONCRETE OR
PRECAST CONCRETE

ACOUSTICAL CEILING TILE
OR PANEL

MASONRY IN ELEVATION

PLYWOOD

GRAVEL

FOAMED IN PLACE INSULATION

STEEL

EARTH

SOLID SURFACE / CAST STONE

STONE

1. THE PROJECT SPECIFICATIONS ARE AN INTEGRAL PART OF THE 
CONTRACT DOCUMENTS AND WILL BE USED IN CONJUNCTION WITH THE 
ARCHITECTURAL DRAWINGS AND GENERAL NOTES. IN CASES, IF ANY, 
WHERE REQUIREMENTS INDICATED ON THE ARCHITECTURAL DRAWINGS 
DIFFER FROM THE SPECIFICATIONS, NOTIFY THE ARCHITECT.

2. UNLESS OTHERWISE NOTED, DETAILS, SECTIONS AND NOTES CONTAINED 
IN THE ARCHITECTURAL CONTRACT DOCUMENTS WILL BE CONSIDERED 
TYPICAL FOR ALL SIMILAR CONDITIONS EVEN IF NOT EXPLICITLY 
REFERENCED.

3. DEFICIENT WORK AND/OR WORK NOT IN CONFORMANCE WITH THE 
CONTRACT DOCUMENTS WILL BE REPAIRED AT THE CONTRACTOR'S 
EXPENSE. THE CONTRACTOR WILL REIMBURSE THE PARTIES REQUIRED 
FOR PERFORMING THE DESIGN SERVICES ARISING FROM DEFICIENT 
WORK, REVIEW OF MODIFICATIONS/CONTRACTOR SUBSTITUTION, OR 
EXPEDITING OF SUBMITTALS.

4. COST OF INVESTIGATION AND/OR REDESIGN INCURRED BY THE 
ARCHITECT DUE TO CONTRACTOR ERRORS WILL BE AT THE 
CONTRACTOR'S EXPENSE.

5. VERIFY IN THE FIELD (VIF) ALL EXISTING JOB CONDITIONS, REVIEW ALL 
CONTRACT DRAWINGS, AND VERIFY DIMENSIONS AND ELEVATIONS 
NOTED IN THE CONTRACT DOCUMENTS PRIOR TO THE START OF WORK.

6. USE ONLY DIMENSIONS INDICATED ON THE DRAWINGS. DO NOT SCALE 
THESE DRAWINGS OR USE DIMENSIONS OBTAINED FROM ELECTRONIC 
DRAWING OR MODEL FILES, IF PROVIDED.

GENERAL NOTES:                          

BLDG CROSS SECTION 
NUMBER

DRAWING NUMBER

COLUMN / FACE OF 
EXTERIOR WALL 
DESIGNATION

1

A101

DETAIL NUMBER

DRAWING NUMBER

1A101

ELEVATION NUMBER

DRAWING 
NUMBER

ROOM NAME 

DOOR NUMBER 

WINDOW / STOREFRONT 
TYPE

1

A101

SIM
1

A101

SIM

1A101

DRAWING SYMBOLS

W1

1
24

3
A10

0

4

A10
0

DRAWING 
NUMBER

ELEVATION 
NUMBERS

DRAWING 
NUMBER

ELEVATION 
NUMBERS

101

EXTERIOR 
ELEVATION TAG 

INTERIOR 
ELEVATION TAG 
(MULTIPLE 
ELEVATIONS) 

INTERIOR 
ELEVATION TAG 
(SINGLE 
ELEVATION) 

BUILDING 
SECTION 

DETAIL SECTION 

ROOM TAG
ROOM NUMBER 

DOOR TAG

WINDOW / 
STOREFRONT TAG

1

PLAN, SECTION OR DETAIL 
NUMBER

TITLE

SCALE

1
View Name
1/8" = 1'-0"

VIEW TITLE

COLUMN CENTERLINE / 
FACE OF EXTERIOR 
WALL

COLUMN LINE 

ROOM NAME

101

ADA REACH RANGE FIGURES:                                                                        
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UNOBSTRUCTED FORWARD REACH OBSTRUCTED HIGH FORWARD REACH

UNOBSTRUCTED SIDE REACH OBSTRUCTED HIGH SIDE REACH
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"

48
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TYP FIXTURE MOUNTING HEIGHTS:                                                                                                                                                                                                                   

27"HX30"W MIN KNEE CLEARANCE 
AT FRONT EDGE

9"HX11"D MIN KNEE CLEARANCE 
DEPTH, FRONT OF LAV TO TRAP 
(8"H WHEN 27"D MIN) THE DIP OF 
THE OVERFLOW SHALL NOT BE 
CONSIDERED

24"HX30"W MIN KNEE CLEARANCE 
AT FRONT EDGE

KEYNOTES:                             

1. DIMENSIONS FROM THE 
FINISHED FLOOR SHALL BE 
TAKEN FROM THE LEADING 
EDGE/FACE SHOWN TO 
ACCOUNT FOR SLOPE IN FLOOR

2. WATER CLOSET HEIGHT IS TO 
BE MEASURED FROM TOP OF 
SEAT, SEATS SHALL NOT BE 
SPRUNG TO RETURN TO THE 
LIFTED POSITION

GENERAL NOTES:                   
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*SEE PLAN FOR ACTUAL DIMENSIONS

TRANSFER SHOWER 

SIDE WALL

CL

  36" MIN

GRAB 
BARS  

  4" MAX

3"
 M

IN
6"

M
A

X

33
"-

36
"

  3
9

"-
4

1
"

  4
8

" 
M

A
X

  11" MAX

36" MIN

1 1/2"

CONTROL WALL SIDE WALL

CL

  36" MIN

2 1/2" MAX

1'
 -

 6
"

M
A

X
 @

C
O

N
T

R
O

LS

M
A

X
 @

C
O

N
T

R
O

LS

2

1

CL

GRAB BAR

SEAT WALL

3"MAXMAX
  1 1/2"

30"MIN

60"MIN

GRAB 
BARS 

*SEE PLAN FOR ACTUAL DIMENSIONS

CONTROL WALL 

2 1/2" MAX

ROLL- IN SHOWER 

GRAB 
BARS  

SIDE WALL

30"MIN

FOLDING 
SHOWER 
SEAT 

FOLDING 
SHOWER SEAT 

M
IN

1'
 -

 6
"

16"MIN

27"MAX

38
"M

IN

48
"M

A
X

CONTROLS, 
FAUCETS AND 

SHOWER 
SPRAY

19
" 

M
A

X
17

"M
IN

  4" MAX

3"
 M

IN
6"

M
A

X

33
"-

36
"

6"MAX

ALIGN GB W/ 
EDGE OF SEAT

15"-16 1/8"

6"MAX

  3
9

"-
4

1
"

  4
8

" 
M

A
X

  11" MAX

CL CL CL

ACCESSIBLE AND AMBULATORY WATER CLOSET*

*REAR WALL GRAB BAR NOT REQUIRED IN AMBULATORY COMPARTMENT

TRANSFER 
SIDE

GRAB 
BARS

MIN

36"

MIN

24"

MIN

12"

  16"-18"

A
D

U
LT

  3
9

"-
4

1
"

GRAB 
BARS

TOILET PAPER 
HOLDERMAX

12"

MIN

42"

M
IN

1 
1/

2"

A
D

U
LT

  3
3

"-
3

6
"

A
D

U
LT

18
"-

19
"

ADULT

  39"- 41" CL

A
D

U
LT

  3
9

"-
4

1
"

  17"-19"

ACCESSIBLE 
WATER CLOSET

AMBULATORY 
ACCESIBLE 
WATER CLOSET

A
D

U
LT

  3
3

"-
3

6
"

MAX
6"

M
IN

  1
8

"

FIRE STROBE

SANITARY 
NAPKIN 

DISPOSAL 
UNIT 

31
"

ACCESSORIES
WATER CLOSET

A
D

U
LT

18
"-

48
"

DISPENSER
OUTLET
LOCATIONM

IN
1 

1/
2"

   24" MIN

  42" MAX

A
D

U
LT

18
" 

M
IN

C
H

IL
D

  1
9

" 
M

A
X

ACCESIBLE URINAL
LOCATION

MAX 2 TOILET 
PAPER ROLLS OF 
NOT MORE THAN 5" 
DIA. EACH

27
" 

M
A

X

DIAPER CHANGING  
TABLE

7" - 9"
FINISHED FLOOR

2'
 -

 1
0" 5'

 -
 0

"

3'
 -

 9
"

6"

CL

CL

CL

CL

AI PHONE

ROOM
WIZARD

CARD
READER

DOOR SIGNS , OUTLETS AND SWITCHES

3'
 -

 2
"

1'
 -

 6
"

4'
 -

 0
"

6'
 -

 1
0"

ELECTRICAL DEVICE

VOICE AND DATA

DOOR KNOB

SWITCH

THERMOSTAT

6" 6"

CL CL

CL

CL

CL

60
" 

M
A

X

FIRE EXTINGUISHER
CABINET

7'
 -

 0
"

ACCESSIBLE 
URINAL

M
A

X
@

 R
IM

1
7
"

DISPENSER OUTLET
LOCATION

4 M 1. S 44 L

STRUCTURE SIZE

N
O

M
IN

A
L

C
-S

T
U

D
 P

A
R

T
IT

IO
N

 (
S

)

W
O

O
D

 S
T

U
D

 P
A

R
T

IT
IO

N
 (

W
)

C
O

N
C

R
E

T
E

 M
A

S
O

N
R

Y
 U

N
IT

 (
M

)

C
O

N
C

R
E

T
E

 (
C

)

C
-S

T
U

D
 F

U
R

R
IN

G
 (

F
)

H
A

T
 C

H
A

N
N

E
L 

F
U

R
R

IN
G

 (
H

)

0

1

2

3

4

5

6

8

10

12

7/8"

1 1/2"

-

-

-

-

1 5/8"

2 1/2"

3 5/8"

-

-

2 1/2"

3 5/8"

4"

5 1/2"

6"

8"

-

-

2x2

2x3

2x4

2x6

-

-

-

-

4"

6"

8"

12"

-

-

-

-

4"

5"

6"

8"

10"

12"

-

-

-

-

-

-

-

-

-

-

-

-

10"

S
T

R
U

C
T

U
R

E
 S

IZ
E

STRUCTURE MATERIAL

FIRE RATING

SMOKE RATING

SOUND ISOLATION RATING

SPECIAL CONSTRUCTION ASSEMBLY

FIRE RATING: (IF BLANK, NONRATED ASSEMBLY)
1: 1 HOUR FIRE RESISTANT (ULXXX)
2: 2 HOUR FIRE RESISTANT (ULXXX)
3: 3 HOUR FIRE RESISTANT (ULXXX)
4: 4 HOUR FIRE RESISTANT (ULXXX)

6"

-

-

-

-

-

S
H

A
F

T
W

A
LL

 P
A

R
T

IT
IO

N
 (

S
W

)

STRUCTURE MATERIAL

SMOKE RATING: (IF BLANK, NONRATED ASSEMBLY)
S: SMOKE RATED (ULXXX)

SOUND ISOLATION RATING: (IF BLANK, NONRATED ASSEMBLY)
A: GENERAL ATTENUATION
40: STC 40 (EXAMPLE) 

SPECIAL CONSTRUCTION ASSEMBLY: (IF BLANK, N/A)
L: LEAD LINED WALL ASSEMBLY

4B8MA 

EXTERIOR WALL TYPE SYMBOL

NOMINAL FINISH SIZE

FINISH MATERIAL

NOMINAL STRUCTURE SIZE

STRUCTURAL MATERIAL

SPECIALITY CONDITION 

EXTERIOR FINISH TYPE:
B - BRICK
M - CONCRETE MASONRY VENEER
P -  PRE-FINISHED METAL PANEL

STRUCTURE TYPE:
S - METAL STUD
M - CONCRETE MASONRY UNITS
C - CAST IN PLACE CONCRETE 
PC - PRECAST CONCRETE
MB - PRE-ENGINEERED 
         METAL BUILDING SYSTEM
W - WOOD STUD

NOTE:
THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, 

AS AN INSTRUMENT OF PROFESSIONAL SERVICE, IS THE PROPERTY OF THE 
ARCHITECT AND ENGINEER AND IS NOT TO BE USED IN WHOLE OR IN PART, 
FOR ANY OTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF THE 
ARCHITECT AND ENGINEER. UNAUTHORIZED ALTERATION OR ADDITION TO  

ANY SURVEY DRAWING, DESIGN, SPECIFICATION, PLAN OR REPORT IS 
PROHIBITED IN ACCORDANCE WITH STATE LAW, CODE AND RULES.

Wendel WD Architecture, Engineering, Surveying and 
Landscape Architecture, P.C

204 E. Grand Avenue, Suite 200
Eau Claire, WI 54701

www.wendelcompanies.com
p:716.688.0766    tf:877.293.6335

N O T   F O R
C O N S T R U C T I O N

PROGRESS 
PRINT

0 1" 2"
GENERIC SCALE BAR

SCALE BAR SHOWN IS TWO INCHES ON THE ORIGINAL DRAWING.
IF NOT TWO INCHES ON THIS SHEET, ADJUST ACCORDINGLY

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NO. REVISIONS DATE

As indicated

TITLES & SYMBOLS

A001

04/30/25

AKJ

616501

KSG

04/30/25

UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
STATION

CONSTRUCTION DOCUMENTS



UP

1
6
' -

 8
"

6
' -

 2
"

1
2
' -

 0
"

6
' -

 0
"

2
' -

 0
"

1
0
' -

 4
"

8
' -

 8
"

2
' -

 4
"

6
' -

 4
"

2
2
' -

 8
"

8"

M.O.

4' - 4" 8' - 0" 6' - 7 5/8" 10' - 2" 10' - 4" 10' - 4" 10' - 4" 10' - 4" 10' - 4" 10' - 7" 16' - 9 3/8"

DORM
ROOM

130

DORM
ROOM

129

DORM
ROOM

128

DORM
ROOM

127

DORM
ROOM

126

DORM
ROOM

125

DORM
ROOM

124

DINING ROOM

122

KITCHEN

121

DAY ROOM

120
D.SH

135A

DECON
TOILET

136

NON-ADA
DECON
TOILET

137

PERSONAL DECON
SPACE

117

RECORD
STORAGE

119

TABLE & CHAIR
STORAGE

104

TRAINING ROOM

103

PUBLIC
TOILET

106

PUBLIC
TOILET

105

LOBBY

102

VESTIBULE

101

ADMIN
OFFICE

109WORK AREA
/RECEPTION

108

GEAR STORAGE

116

HALL

115

HALL

123

EXERCISE ROOM

138

GEAR LAUNDRY

139

HALL

133

PPE LOCKERS

140

TRAINING TOWER

132

EMS STORAGE

143

CONFERENCE ROOM

113

SCBA

142

WATCH ROOM

114

OPEN OFFICE
DEPUTY/ BATTALION

CHIEF

112

ASSISTANT
CHIEF

111

FIRE CHIEF

110

APP BAY

144WATER SERVICE

146

WORK SHOP

147

5
' -

 1
"

1
8
' -

 9
"

6
' -

 1
0
"

6
' -

 0
"

5
' -

 1
0
"

1
0
' -

 2
"

7
' -

 0
"

6
' -

 0
"

1
2
' -

 1
0
"

92' - 8" 19' - 0" 14' - 8" 2' - 8" 6' - 0" 11' - 11" 8" 5' - 11 3/8" 10' - 9 5/8" 11' - 0"

4' - 6" 12' - 2" 21' - 10" 12' - 5" 9' - 3 3/8" 4' - 1 5/8" 11' - 4" 25' - 8"

3' - 8" 22' - 2"

2' - 2"

9' - 1" 4' - 2" 5' - 9" 6' - 1" 9' - 7" 8' - 5"

X 7' - 2"

8' - 4" 8' - 11"

1
4
' -

 4
"

1
1
' -

 0
"

1
' -

 4
"

M
.O

.

3
' -

 8
"

4
' -

 4
"

8
' -

 0
"

4
9
' -

 4
"

3' - 0 71/128"

M.O.

10' - 0" 10' - 8"

M.O.

14' - 0" 4' - 8"

M.O.

14' - 0" 3' - 4"

M.O.

14' - 0" 3' - 4"

M.O.

14' - 0" 4' - 8"

M.O.

14' - 0" 2' - 8" 2' - 4"

M.O.

3' - 6" 9' - 6" 8" 3' - 0" 5' - 4" 4' - 0" 6' - 4" 4' - 0" 6' - 4" 4' - 0" 6' - 4" 4' - 0" 6' - 4" 4' - 0" 6' - 4" 4' - 0" 6' - 4" 4' - 0" 4' - 0"

8"

3' - 0"

2' - 0"

8' - 0" 3' - 8"

1
7
' -

 0
"

4
' -

 4
"

M
.O

.

3
' -

 4
"

7
5
' -

 4
"

M
.O

.

3
' -

 4
"

6
' -

 4
"

2
' -

 8
"

2
' -

 8
"

5' - 0 71/128"

M.O.

14' - 0"

1' - 4"

3' - 4"

M.O.

14' - 0"

1' - 4"

3' - 4"

M.O.

14' - 0" 3' - 4"

M.O.

14' - 0" 3' - 4"

M.O.

14' - 0" 3' - 4" 1' - 4"

M.O.

14' - 0" 3' - 4" 6' - 4" 6' - 4" 6' - 4" 6' - 4" 6' - 0" 6' - 4" 6' - 0" 6' - 4" 6' - 0" 6' - 4" 4' - 4" 2' - 4" 6' - 4" 2' - 8" 3' - 4" 7' - 0" 7' - 0" 4' - 8" 3' - 8" 2' - 4" 4' - 8" 2' - 4" 4' - 8"

3
' -

 4
"

M
.O

.

3
' -

 4
"

4
' -

 0
"

4
' -

 0
"

3
' -

 8
"

8
' -

 0
"

3
' -

 8
"

6
' -

 0
"

1
' -

 4
"

6
' -

 0
"

3
' -

 8
"

3
' -

 4
"

6
' -

 4
"

3
' -

 4
"

1
' -

 0
"

9
' -

 8
"

3
' -

 0
"

2
' -

 8
"

9
' -

 4
"

2
' -

 8
"

4
' -

 0
"

2
' -

 0
"

2
' -

 4
"

1

1

2

2

3

5 7

VV

U

K

T

P
N

H

G

F

C

A
A

2
' -

 0
"

2
' -

 8
"

x 
7
' -

 4
" 

M
.O

.

5
' -

 4
"

5
' -

 4
"

M
.O

.

3
' -

 4
"

7
' -

 4
"

M
.O

.

8
' -

 0
"

2
' -

 0
"

M
.O

.

3
' -

 4
"

1
' -

 4
"

7
' -

4
"

3
' -

 1
"

8
"

x7
'- 

4
" 

M
.O

.

7
' -

 3
"

1
' -

 0
"

x7
'-4

" 
M

.O
.

6
' -

 8
"

1
0
' -

 0
"

M
.O

.

3
' -

 4
"

9
' -

 4
"

x7
'- 

4
" 

M
.O

.

5
' -

 4
"

6
' -

 8
"

4

20' - 0" 18' - 8" 55' - 4" 18' - 8" 66' - 8" 11' - 4" 4' - 6" 19' - 4" 1' - 10" 9' - 4" 4' - 8"

20' - 0" 18' - 8" 55' - 4" 18' - 8" 66' - 8" 11' - 4" 25' - 8" 9' - 4" 4' - 8"

1
2
6
' -

 0
"

2
' -

 0
"

4
' -

 0
"

1
4
' -

 8
"

1
3
' -

 8
"

2
' -

 2
"

1
6
' -

 2
"

9
' -

 4
"

1
7
' -

 0
"

1
7
' -

 0
"

4
' -

 0
"

1
1
' -

 4
"

4
' -

 0
"

1
0
' -

 8
"

20' - 0" 92' - 0" 15' - 4" 6' - 0" 23' - 4" 17' - 7" 20' - 11" 11' - 2" 17' - 4" 6' - 8"

112' - 0" 15' - 4" 79' - 0" 17' - 4" 6' - 8"

1
1
' -

 0
"

2
' -

 8
"

2
' -

 8
"

2
9
' -

 8
"

3
0
' -

 8
"

3
2
' -

 4
"

1
7
' -

 0
"

4
' -

 8
"

6
' -

 4
"

2
' -

 8
"

9
' -

 4
"

13' - 8" 25' - 10"

2' - 11"

2' - 0"

10' - 6" 5' - 11 3/8" 10' - 9 5/8" 11' - 0" 32' - 8"

HP HP HP

E

D

HP HP

JANITOR

107

IT

118

VEST.

131

RESIDENTIAL
LAUNDRY

134

HALL

141

DECON
TOILET

135

D.SH

136A

D.SH

137A

3' - 6"

10' - 2"

2' - 4"

M.O.

3' - 4" 8' - 8" 2' - 0" 7' - 9"

2' - 3" 4"

4' - 0"

2' - 7"

8' - 11"

3
' -

 3
"

4
' -

 6
"

9

11

3' - 0"3' - 0"

6
' -

 1
0
"

3
' -

 4
"

1
' -

 0
"

1
' -

 1
1
"8
' -

 6
"

3
' -

 1
"

3
' -

 8
"

M
.O

.

3
' -

 4
"

7
' -

 8
"

9
' -

 4
"

M
.O

.

3
' -

 4
"

2
' -

 4
"

6' - 0"17' - 4"

5
' -

 2
"

2
' -

 2
"

1
' -

 1
"

8' - 0"

M.O.

3' - 8"

4
' -

 0
"

4
' -

 6
"

1
' -

 7
"

X
 7

'- 
2
"

5
' -

 0
"

2
' -

 2
"

9
"

1' - 8"

1
' -

 0
"

5' - 1"11' - 3"

3' - 0"

HALL

102A

M
.O

.

7' - 1" 10' - 6"

7"

7
' -

 8
"

1
0
' -

 1
1
"

6
' -

 0
"

2' - 0"

8' - 8 71/128" 6' - 4"

1' - 4"

3' - 4"

7' - 0" 7' - 6"

9
' -

 1
1
"

2
' -

 5
"

3
' -

 4
"

6
' -

 0
"

16' - 4 71/128" 3' - 4"

19' - 2 3/4" 3' - 2 1/2"

12 16

10 17 19

19
230' - 4"

1
6
' -

 4
"

1
3
' -

 8
"

9' - 4" 4' - 0"

9
2
' -

 8
"

6

8 13

13

14

15 18

B

J

L

M

Q

R

2
' -

 0
"

4
' -

 0
"

1
4
' -

 8
"

1
3
' -

 8
"

4
4
' -

 8
"

3
2
' -

 4
"

4
' -

 0
"

1
0
' -

 8
"

S

1' - 0"

6
' -

 4
"

7
' -

 4
"

1
0
' -

 8
"

7
' -

 4
"

W/D

CL.

115A

11" 10"

11"

1' - 5"

HP

4
' -

 4
"

1
' -

 2
"

1' - 2"

4
' -

 4
"

GENERAL DIMENSIONAL PLAN NOTES
1. EXTERIOR DIMENSIONS:

1.1 EXTERIOR STUD WALLS: FACE OF EXTERIOR
SIDE OF STUD

1.2 MASONRY WALLS: OUTSIDE OF FINISHED WALL 
SURFACE TO OUTSIDE OF FINISHED WALL 

              SURFACE.
1.3 OPENINGS: INSIDE FACE OF OPENING.

2. INTERIOR DIMENSIONS:
2.1 STUD WALLS: FACE OF STUD, NOMINAL.
2.2 CMU WALLS: FACE OF CMU, NOMINAL.
2.2 OPENINGS: INSIDE FACE OF OPENING.

3. DOOR DIMENSIONS:
3.1 CMU HINGE SIDE OF DOOR FRAMES IN WALLS

SHALL BE 8" FROM PERPENDICULAR WALL, UNO.
3.2 GYP. BD. HINGE SIDE OF DOOR FRAMES IN

SHALL BE 6" FROM PERPENDICULAR WALL, UNO.
4. MASONRY OPENING DIMENSIONS:

4.1 VALUE ABOVE THE DIMENSION STRING 
REPRESENTS MASONRY OPENING WIDTH AND 
THE VALUE BELOW THE DIMENSION STRING 
REPRESENTS MASONRY OPENING HEIGHT.
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GENERAL DIMENSIONAL PLAN NOTES
1. EXTERIOR DIMENSIONS:

1.1 EXTERIOR STUD WALLS: FACE OF EXTERIOR
SIDE OF STUD

1.2 MASONRY WALLS: OUTSIDE OF FINISHED WALL 
SURFACE TO OUTSIDE OF FINISHED WALL 

              SURFACE.
1.3 OPENINGS: INSIDE FACE OF OPENING.

2. INTERIOR DIMENSIONS:
2.1 STUD WALLS: FACE OF STUD, NOMINAL.
2.2 CMU WALLS: FACE OF CMU, NOMINAL.
2.2 OPENINGS: INSIDE FACE OF OPENING.

3. DOOR DIMENSIONS:
3.1 CMU HINGE SIDE OF DOOR FRAMES IN WALLS

SHALL BE 8" FROM PERPENDICULAR WALL, UNO.
3.2 GYP. BD. HINGE SIDE OF DOOR FRAMES IN

SHALL BE 6" FROM PERPENDICULAR WALL, UNO.
4. MASONRY OPENING DIMENSIONS:

4.1 VALUE ABOVE THE DIMENSION STRING 
REPRESENTS MASONRY OPENING WIDTH AND 
THE VALUE BELOW THE DIMENSION STRING 
REPRESENTS MASONRY OPENING HEIGHT.
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A. FIRE EXTINGUISHERS

FE = WALL MOUNTED

FEC = RECESSED IN WALL

B. COORDINATE WITH OWNER BEFORE GYPSUM BOARD 
INSTALLATION FOR ANY WOOD BLOCKING REQUIRED 
FOR OWNER PROVIDED EQUIPMENT.

C. REFER TO STRUCTURAL DRAWINGS FOR EXACT 
LOCATIONS OF COLUMNS.

D. SEE SHEET AG101 FOR CODE PLAN AND LOCATIONS OF 
FIRE RATED CONSTRUCTION.

E. CONSTRUCTION NOTES LISTED ON SHEETS AA103, AA104, AND
AA105 ARE TYPICAL TO THOSE SHEETS. SOME NOTES MAY NOT BE 
REFERENCED ON EACH SHEET.

GENERAL CONSTRUCTION NOTES

F. MOVEMENT JOINTS

= CMU CONTROL JOINT (24'-0" O.C. MAX) 
REFER TO SPECIFICATIONS.

G. ALL PARTITIONS, INCLUDING ACOUSTICAL INSULATION 
(IF REQUIRED), SHALL EXTEND TO ROOF / FLOOR DECK 
ABOVE, UNLESS NOTED OTHERWISE.

H. HP - HIGH POINT  REFER TO STRUCTURAL FOR FLOOR SLOPES
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FIRST FLOOR PLAN

A103

04/30/25

AKJ

616501

KSG

04/30/25

UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
STATION
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SCALE:  1/8" = 1'-0"1
FIRST FLOOR PLAN

FLOOR PLAN KEYNOTES

NUMBER DESCRIPTION

A01 ADA DOOR OPERATORS, FIELD VERIFY EXACT LOCATIONS OF
OPERATORS IN THE FIELD WITH ARCHITECT

A02 TRENCH DRAIN, REFER TO PLUMBING PLANS

A03 CATCH BASIN, REFER TO PLUMBING PLANS

A04 PIPE BOLLARD, REFER TO DETAIL 4/A302

A07 CONCRETE STOOP, SEE STRUCTURAL

A08 ELECTRIC WATER COOLER. SEE PLUMBING

A09 EYE WASH, SEE PLUMBING

A10 CLEAR SPACE FOR LADDER TRAINING

A11 8' x 4' MARKER BOARD. REFER TO SPECIFICATION

A12 4' x 4' MARKER BOARD. REFER TO SPECIFICATION

A13 FUTURE SAFE HAVEN BABY BOX DEMARCATION

A16 BULLETIN BOARD, REFER TO SPECIFICATION

A17 MOP HANGERS. REFER TO SPECIFICATIONS

A18 DORM CASEWORK, SEE ELEVATION

A19 (21) 15" x 18" x 24" METAL LOCKERS, REFER TO SPECIFICATIONS

A21 OVERHEAD DOOR OPERATOR MASTER PANEL. COORDINATE EXACT
LOCATION IN THE FIELD WITH ARCHITECT

A22 CONCRETE APRON, SEE STRUCTURAL

A23 BLOCKING FOR OWNER SUPPLIED MAP

A24 BUILT-IN BED WITH DRAWERS BELOW, REFER TO ELEVATION

A25 MOP SINK. REFER TO PLUMBING

A26 SLOPE SLAB TO DRAIN AT 3/16" PER FOOT

A27 BLOCKING FOR WALL MOUNTED MIRRORS REQUIRED

A28 DEMARCATION FOR THE HISTORIC ENGINE DISPLAY

A29 BLOCKING FOR WALL MOUNTED EQUIPMENT

A30 CLEAR AREA FOR OVERHEAD DOOR, KEEP AREA CLEAR TO 12' - 0"
A.F.F.

A31 6" RAISED CONCRETE SLAB FOR CANE DETECTION

A32 96" X 32" ADJUSTABLE HEIGHT, MAPLE SQUARE EDGWE MOBILE
WORKBENCH WITH LOCKING WHEELS. REFER TO SPECS.

Axx

TRUE NORTH

PLAN
NORTH
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A. FIRE EXTINGUISHERS

FE = WALL MOUNTED

FEC = RECESSED IN WALL

B. COORDINATE WITH OWNER BEFORE GYPSUM BOARD 
INSTALLATION FOR ANY WOOD BLOCKING REQUIRED 
FOR OWNER PROVIDED EQUIPMENT.

C. REFER TO STRUCTURAL DRAWINGS FOR EXACT 
LOCATIONS OF COLUMNS.

D. SEE SHEET AG101 FOR CODE PLAN AND LOCATIONS OF 
FIRE RATED CONSTRUCTION.

E. CONSTRUCTION NOTES LISTED ON SHEETS AA103, AA104, AND
AA105 ARE TYPICAL TO THOSE SHEETS. SOME NOTES MAY NOT BE 
REFERENCED ON EACH SHEET.

GENERAL CONSTRUCTION NOTES

F. MOVEMENT JOINTS

= CMU CONTROL JOINT (24'-0" O.C. MAX) 
REFER TO SPECIFICATIONS.

G. ALL PARTITIONS, INCLUDING ACOUSTICAL INSULATION 
(IF REQUIRED), SHALL EXTEND TO ROOF / FLOOR DECK 
ABOVE, UNLESS NOTED OTHERWISE.

H. HP - HIGH POINT  REFER TO STRUCTURAL FOR FLOOR SLOPES
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FLOOR PLAN KEYNOTES

NUMBER DESCRIPTION

A05 HOIST BEAM. REFER TO STRUCTURAL

A06 ROOF ACCESS STAIR. REFER TO DEATIL X/AXXX

A10 CLEAR SPACE FOR LADDER TRAINING

A14 REMOVABLE GUARDRAIL, REFER TO DEATIL X/AXXX AND X/AXXX
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SCALE:  1/8" = 1'-0"1
FIRST FLOOR EQUIPMENT PLAN

EQUIPMENT KEYNOTES

EQ. NUMBER ROOM NUMBER ROOM NAME DESCRIPTION NEW (N)/ EXISTING (E) MFG. & MODEL NO. COUNT INSTALLED BY SUPPLIED BY

101.01 101 VESTIBULE SUSPENDED HISTORIC BUGGY DISPLAY 1 OWNER OWNER

103.01 103 TRAINING ROOM WALL MOUNTED TV N 5 OWNER OWNER

108.01 108 WORK AREA MICROWAVE 1 OWNER OWNER

108.02 108 WORK AREA REFRIGERATOR 1 OWNER OWNER

108.03 108 WORK AREA COFFEE POT 1 OWNER OWNER

108.04 108 WORK AREA OVER COUNTER PRINTER 1 OWNER OWNER

108.05 108 WORK AREA WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

108.06 108 WORK AREA RECYCLE/DUMPSTER 1 OWNER OWNER

110.01 110 FIRE CHIEF ROOM WALL MOUNTED TV 1 OWNER OWNER

110.02 110 FIRE CHIEF ROOM WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

111.01 111 ASSISTANT CHIEF ROOM WALL MOUNTED TV 1 OWNER OWNER

111.02 111 ASSISTANT CHIEF ROOM WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

112.01 112 OPEN OFFICE/ BATTALION CHIEF WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

113.01 113 CONFERENCE ROOM WALL MOUNTED TV 2 OWNER OWNER

114.01 114 WATCHROOM 42" WALL MOUNTED TV 2 OWNER OWNER

114.02 114 WATCHROOM FLOOR LASER JET PRINTER 1 OWNER OWNER

114.03 114 WATCHROOM WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

117.01 117 PERSONAL DECON ROOM SAUNA 1 OWNER OWNER

120.01 120 DAY ROOM WALL MOUNTED TV 1 OWNER OWNER

121.01 121 KITCHEN REFRIGERATOR/FREEZER 3 OWNER OWNER

121.02 121 KITCHEN RANGE 1 OWNER OWNER

121.03 121 KITCHEN RANGE HOOD 1 CONTRACTOR CONTRACTOR

121.04 121 KITCHEN MICROWAVE 2 OWNER OWNER

121.05 121 KITCHEN DISHWASHER 1 OWNER OWNER

121.06 121 KITCHEN TRASH BIN 2 OWNER OWNER

132.01 132 TRAINING TOWER HOIST 1 CONTRACTOR OWNER

134.01 134 RESIDENTIAL LAUNDRY STACKED WASHER/DRYER 1 OWNER OWNER

138.01 138 EXCERCISE ROOM WALL MOUNTED TV 3 OWNER OWNER

138.02 138 EXERCISE ROOM TREADMILL 2 OWNER OWNER

138.03 138 EXERCISE ROOM ELIPTICAL 1 OWNER OWNER

138.04 138 EXERCISE ROOM STEP MILL 1 OWNER OWNER

138.05 138 EXERCISE ROOM SQUAT RACK/BENCH 2 OWNER OWNER

138.06 138 EXERCISE ROOM STATIONARY BIKE 1 OWNER OWNER

138.08 138 EXERCISE ROOM WALL MOUNTED SKI ERG 1 OWNER OWNER

138.09 138 EXERCISE ROOM FREE WEIGHTS 1 OWNER OWNER

139.01 139 GEAR LAUNDRY EXTRACTOR 2 OWNER OWNER

139.02 139 GEAR LAUNDRY GEAR DRYER 1 OWNER OWNER

140.01 140 LOCKERS 24"x 24" GEAR LOCKERS 7 OWNER OWNER

142.01 142 SCBA CLEAN & FILL SCBA FILL STATION 1 OWNER OWNER

142.02 142 SCBA CLEAN & FILL SCBA EXTRACTOR 1 OWNER OWNER

142.03 142 SCBA CLEAN & FILL FILL STATION STORAGE CYLINDERS 1 OWNER OWNER

144.01 144 APPARATUS BAY HOSE CART 1 OWNER OWNER

144.02 144 APPARATUS BAY HOSE WASHER 1 OWNER OWNER

144.03 144 APPARATUS BAY FLOOR SCRUBBER 1 OWNER OWNER

144.04 144 APPARATUS BAY WALL MOUNTED RESPONSE MONITOR 1 OWNER OWNER

144.05 144 APPARATUS BAY OIL CAN CART 1 OWNER OWNER

145.01 145 WORK SHOP FIRE SAFETY CABINET 1 OWNER OWNER

145.02 145 WORK SHOP TOOL BOX 1 OWNER OWNER

145.03 145 WORK SHOP MOBILE WORK BENCH 1 OWNER OWNER

146.01 146 WATER SERVICE VEHICLE RAMPS (2) 1 OWNER OWNER

201.01 201 MEZZANINE HOIST 1 CONTRACTOR OWNER

203.01 203 COMPRESSOR ROOM SCBA COMPRESSOR E MAKO - BAM06 1 CONTRACTOR OWNER

203.02 203 COMPRESSOR ROOM AIR COMPRESSOR KAESAR - 5XS 1 CONTRACTOR OWNER

TRUE NORTH

PLAN
NORTH

SCALE:  1/8" = 1'-0"2
MEZZANINE EQUIPMENT PLAN

TRUE NORTH

PLAN
NORTH



GENERAL ROOF PLAN NOTES
1. VERIFY ALL MECHANICAL AND PLUMBING ROOF PENETRATIONS, SIZES 

AND LOCATIONS WITH MECHANICAL AND PLUMBING PLAN. 
COORDINATE AND FLASH ALL OPENINGS THROUGH ROOF SYSTEM. 
ALL CURBS BY GENERAL CONTRACTOR.
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PRE-FINISHED METAL FASCIA 
TRIM OVER KEEPER, BUTT 
SPLICED ENDS

PREFINISHED METAL SPLICE 
PLATE. 6" LONG, INSTALLED 
BEHIND FASCIA

EXH FN

EXHAUST FAN; REF X/AXXX AND MECH DWGS

ROOF SYMBOLS LEGEND:      

TAPERED INSULATION CRICKET SLOPE DOWN IN 
DIRECTION INDICATED @ 1/2" PER FOOT

TAPERED RIGID INSULATION; SLOPED DOWN IN 
DIRECTION AND SLOPE INDICATED

VP

P

HS

A

LA

RTU

SLOPED DECK STRUCTURAL SLOPED DECK; SLOPED DOWN IN 
DIRECTION INDICATED

ROOF TOP UNIT; REF X/AXXX AND MECH DWGS

VENT PIPE PENETRATION; REF X/AXXX AND PLBG DWGS

PIPE PENETRATION; REF X/AXXX AND MECH DWGS

HOT STACK; REF X/AXXX AND MECH DWGS

ROOF DRAIN; REF X/AXXX AND PLBG DWGS

ANTENNA PENETRATION; REF X/AXXX AND ELEC DWGS

LIGHTNING ARRESTER PENETRATION; REF X/AXXX AND 
ELEC DWGS

SV
SMOKE VENT; REF X/AXXX AND MECH DWGS

WALKWAY ROLLS; REF X/AXXX

WALKWAY PADS; REF X/AXX

WALKWAY PAVERS; REF X/AXXX

HPT

LPT

HIGH POINT OF ROOF DECKING/INSULATION

LOW POINT OF ROOF DECKING/INSULATION

CDCT

CIRCULAR DUCT PENETRATION; REF X/AXXX AND 
MECH DWGS

SLOPE DN

1/4" : 12"

RD
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ROOF PLAN
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SCALE:  1/8" = 1'-0"
1

ROOF PLAN

ROOF PLAN KEY NOTES

NUMBER DESCRIPTION

R 3'-0" CLEAR WIDTH BY 5' -0" DEEP TOILET COMPARTMENT

R01 ADHERED EPDM ROOF SYSTEM OVER FLAT INSULATION ( R-30MIN) SLOPE INSULATION AT
ROOF DRAINS, MINIMUM THICKNESS AT ROOF DRAINS = 2.5" ROOF SYSTEM IS OVER SLOPED
METAL DECK AND METAL BAR JOISTS

R02 ADHERED EPDM ROOF SYSTEM OVER TAPERED INSULATION ( R-30MIN) MINIMUM SLOPE 1/4"
PER 1'-0", MINIMUM THICKNESS AT ROOF DRAINS = 2.5", ROOF SYSTEM IS OVER FLAT METAL
DECK AND METAL BAR JOIST

R03 STANDING SEAM METAL ROOF OVER SELF-ADHERING, HIGH TEMPERTAURE UNDERLAYMENT
OVER 5/8" FIRE-RETARDANT TREATED PLYWOOD SHEATHING OVER PRE - ENGINERED METAL
TRUSSES AT 24" O.C WITH 7/8" HAT CHANNELS AT 16" O.C. FASTENED TO BOTTOM OF
TRUSSES, WITH R-50 BLOWN INSULATION ON 6 MIL POLY SHEET VAPOR BARRIER, 5/8"
GYPSUM BOARD AND METAL LINER PANEL FASTENED TO HAT CHANNELS

R04 RIDGE VENT

R05 TYPICAL ROOF DRAIN, SEE DETAIL 2/A150

R06 TYPICAL OVERFLOW ROOF DRAIN

R07 PRE-FINISHED METAL GUTTER

R08 DOWNSPOUT  TO ROOF WITH TYPICAL SPLASH BLOCK

R10 SNOW GUARD . SEE SPECIFICATION

R11 24" X 30" RUBBER ROOFTOP WALKWAY PAD

TRUE NORTH

PLAN
NORTH

SCALE:  1 1/2" = 1'-0"2
ROOF DRAIN DETAIL

SCALE:  1 1/2" = 1'-0"3
TYPICAL ROOF VENT DETAIL

SCALE:  1 1/2" = 1'-0"4
TYPICAL ROOF OPENING CURB

SCALE:  1 1/2" = 1'-0"5
TYPICAL FASCIA DETAIL
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GENERAL DIMENSIONAL PLAN NOTES
1. EXTERIOR DIMENSIONS:

1.1 EXTERIOR STUD WALLS: FACE OF EXTERIOR
SIDE OF STUD

1.2 MASONRY WALLS: OUTSIDE OF FINISHED WALL 
SURFACE TO OUTSIDE OF FINISHED WALL 

              SURFACE.
1.3 OPENINGS: INSIDE FACE OF OPENING.

2. INTERIOR DIMENSIONS:
2.1 STUD WALLS: FACE OF STUD, NOMINAL.
2.2 CMU WALLS: FACE OF CMU, NOMINAL.
2.2 OPENINGS: INSIDE FACE OF OPENING.

3. DOOR DIMENSIONS:
3.1 CMU HINGE SIDE OF DOOR FRAMES IN WALLS

SHALL BE 8" FROM PERPENDICULAR WALL, UNO.
3.2 GYP. BD. HINGE SIDE OF DOOR FRAMES IN

SHALL BE 6" FROM PERPENDICULAR WALL, UNO.

4. HP - HIGH POINT REFER TO STRUCTURAL FOR FLOOR SLOPES.

ENLARGED FLOOR PLAN NOTES                    

1 SEE DETAIL 7 & 11/A801  FOR SHOWER WATERPROOFING AND FINISH 
REQUIREMENTS

2 PROVIDE CONCRETE PAD FOR EXTRACTOR, REFER TO  STRUCTURAL 
& PLUMBING PLANS

3 FLOOR DRAIN, REFER TO PLUMBING PLANS AND STRUCTURAL PLANS.

4 SHOWER FLOOR TRANSITION, SEE DETAIL x/A801

5 DRAIN THROUGH, REFER TO PLUMBING PLANS

SLOPE SLAB DOWN TO DRAIN AT 3/16" PER FOOT6

(21) 15" X 18" X 24" METAL LOCKERS, REFER TO SPECIFICATIONS7

SWING GATE. SEE SPECIFICATIONS8
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VERIFY DIMENSIONS WITH GENERATOR 
MANUFACTURERS INSTALLATION AND 
CLEARANCE REQUIREMENTS
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FIRST FLOOR ENLARGED PLANS

A201
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SCALE:  1/4" = 1'-0"1
ENLARGED FLOOR PLAN

SCALE:  1/4" = 1'-0"2
ENLARGED FLOOR PLAN

KEYED FIXTURE NOTES

ITEM DESCRIPTION SUPPLIED BY INSTALLED BY

A GRAB BARS - 36" LONG BEHIND TOILET AND 42" LONG BESIDE TOILET,
MOUNTED AT 34" A.F.F. TO CENTER OF GRAB BARS. PROVIDE 18"
VERTICAL GRAB BAR PER THE STANDARD MOUNTING HEIGHT DETAILS

CONTRACTOR CONTRACTOR

B TOILET PAPER DISPENSER CONTRACTOR CONTRACTOR

C 24" x 36" MIRROR, MOUNTED AT 3'-4" TO BOTTOM OF REFLECTING
SURFACE

CONTRACTOR CONTRACTOR

D SOAP DISPENSER, WALL MOUNTED CONTRACTOR CONTRACTOR

E URINAL SCREEN

F COMPOSITE BENCH, SEE DETAIL 8/A801 OWNER CONTRACTOR

G WALL MOUNTED PAPER TOWEL DISPENSER WITH TRASH CONTRACTOR CONTRACTOR

H ROBE/TOWEL HOOKS, INSTALLED AT 4'-0" HEIGHT IN ADA TOILETS AND
5'-0" IN NON-ADA TOILETS

CONTRACTOR CONTRACTOR

K CONTINUOUS SHOWER GRAB BARS - 18" AND 48" LONG, MOUNT AT 34"
AFFF TO CENTER OF GRAB BARS

CONTRACTOR CONTRACTOR

L FOLDING SHOWER SEAT, MOUNT PER ADA REQUIREMENTS CONTRACTOR CONTRACTOR

M SHOWER DOOR CONTRACTOR CONTRACTOR

N SOAP DISH CONTRACTOR CONTRACTOR

Q 5'-0" WIDE CLEAR ADA BARRIER FREE TOILET PARTITION CONTRACTOR CONTRACTOR

R 3'-0" CLEAR WIDTH BY 5' -0" DEEP TOILET COMPARTMENT CONTRACTOR CONTRACTOR

S HAND DRYER CONTRACTOR CONTRACTOR

T RECESSED BABY CHANGING STATION CONTRACTOR CONTRACTOR

FLOOR PLAN KEYNOTES

NUMBER DESCRIPTION

A08 ELECTRIC WATER COOLER. SEE PLUMBING

A25 MOP SINK. REFER TO PLUMBING

Axx

TRUE NORTH

PLAN
NORTH

TRUE NORTH

PLAN
NORTH

SCALE:  1/4" = 1'-0"3
FIRST FLOOR PLAN

TRUE NORTH

PLAN
NORTH



4B 12M
4B 12MA
4B 12M 1.

12" CMU

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

AIR SPACE

UTILITY BRICK

BRICK TIES AT 16" 
O.C.

CONTINUOUS 
HORIZONTAL JOINT 
REINFORCING AT 16" 
O.C.

1' - 8"

4M 12M
4M 12M 1.

12" CMU

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

AIR SPACE

STACKED STONE 
VENEER

BRICK TIES AT
16" O.C.

CONTINUOUS 
HORIZONTAL JOINT 
REINFORCING AT 16" 
O.C.

1' - 8"

NOTE: AT WALL TYPE 4B 12MA 
OFFSET BRICK -3/8" . TOTAL 
WALL WIDTH IS 1' - 7 5/8"

4B 12M 1. TO BE A 1 HR FIRE 
RATED WALL

4B 6S
4B 6SA

5/8" GYP BD

6" COLD FORMED 
FRAMING AT 16" O.C.

5/8" EXTERIOR 
GYPSUM  SHEATHING 

AIR SPACE

UTILITY BRICK

BRICK TIES AT 
16" O.C.

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

2" CLOSED CELL SPRAY 
FOAM INSULATION     
(R-13 MIN) 

1' - 2"

NOTE: AT WALL TYPE 
4B 6SA OFFSET BRICK -3/8" 

4M 6S

5/8" GYP BD

6" COLD FORMED 
FRAMING AT 16" O.C.

5/8" EXTERIOR 
GYPSUM  SHEATHING 

AIR SPACE

STACKED 
STONE VENEER

BRICK TIES AT 
16" O.C.

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

2" CLOSED CELL SPRAY 
FOAM INSULATION     
(R-13 MIN) 

4B 16M

16" CMU

2 1/2" CLOOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

AIR SPACE

UTILITY BRICK

BRICK TIES AT 16" 
O.C.

CONTINUOUS 
HORIZONTAL JOINT 
REINFORCING AT 16" 
O.C.

2' - 0"

AIR BARRIER

4B 8S
4B 8SA

5/8" GYP BD

8" COLD FORMED 
FRAMING AT 16" O.C.

5/8" EXTERIOR 
GYPSUM  SHEATHING 

AIR SPACE

UTILITY BRICK

BRICK TIES AT 
16" O.C.

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

2" CLOSED CELL SPRAY 
FOAM INSULATION     
(R-13 MIN) 

1' - 4"

NOTE: AT WALL TYPE 
4B 8SA OFFSET BRICK -3/8" 4M 16M

16" CMU

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6) 

AIR SPACE

STACKED STONE 
VENEER

BRICK TIES AT
16" O.C.

CONTINUOUS 
HORIZONTAL JOINT 
REINFORCING AT 16" 
O.C.

2' - 0" 1' - 2"

2P 6S

5/8" GYP BD

6" COLD FORMED 
FRAMING AT 16" O.C.

5/8" EXTERIOR 
GYPSUM  SHEATHING 

PRE-FINISHED METAL 
WALL PANEL

1" PANEL SUPPORT SUB-
FRAMING OVER 3" 
FIBERGLASS THERMAL 
SPACER, VERIFY 
SPACING WITH METAL 
WALL PANEL 
MANUFACTURER

2" CLOSED CELL SPRAY 
FOAM INSULATION     
(R-13 MIN) 

10 5/8"

2 1/2" CLOSED CELL 
SPRAY FOAM 
INSULATION (R-15.6)NOTE: 4M 12M 1. TO BE A 1HR 

FIRE RATED WALL

REF TYP CLOSURE DETAILS

FINISHED CEILING, REF RCPS

5/8" GYP BD, BOTH SIDES

METAL STUDS @ 16" OC

SOUND ATTENUATION BLANKET 
WHERE INDICATED

SEALANT, BOTH SIDES

(2) LAYERS 5/8" GYP BD, BOTH SIDES WHERE 
INDICATED OR REQUIRED PER UL DESIGN

#S METAL C-STUD & GYP BD TO DECK

NOTES:
1. BRACE METAL STUDS AS PER MANUFACTURER REQUIREMENTS TO 

BUILDING STRUCTURE.
2. PROVIDE METAL CLIP ANGLES AS REQUIRED TO INSTALL WALLS ON 

UNEVEN SURFACES.

NON-RATED & RATED PARTITIONS

FIRE RATING:
UL DESIGN U465 - 1 HR
UL DESIGN U411 - 2 HR

FINISH FLOOR

REF TYP CLOSURE DETAILS

FINISHED CEILING, REF RCPS

5/8" GYP BD, FINISH SIDE

C-H / C-T STUD @ 16" OC 

SOUND ATTENUATION BLANKET 
WHERE INDICATED

SEALANT, BOTH SIDES

(2) LAYERS 5/8" GYP BD, FINISH SIDE WHERE 
INDICATED OR REQUIRED PER UL DESIGN

SHAFT WALL PARTITIONS

FINISH FLOOR

#SW C-H / C-T STUD  & GYP BD TO DECK

FIRE RATING:
UL DESIGN U499 - 1 HR
UL DESIGN U438 - 2 HR

REF TYP CLOSURE DETAILS

FINISHED CEILING, REF RCPS

5/8" GYP BD, FINISH SIDE

HAT CHANNEL OR C-STUD FURRING 
AS INDICATED @ 16" OC 

SOUND ATTENUATION BLANKET 
WHERE INDICATED

SEALANT, BOTH SIDES

(2) LAYERS 5/8" GYP BD, FINISH SIDE WHERE 
INDICATED OR REQUIRED PER UL DESIGN

FURRING PARTITIONS

FINISH FLOOR

#F C-STUD FURRING & GYP BD TO DECK

#H HAT CHANNEL FURRING  & GYP BD TO DECK

FIRE RATING:
UL DESIGN V497 - 1 HR
UL DESIGN V497 - 2 HR

1" GYP LINER PANEL

NOTES:
1. BRACE METAL STUDS AS PER MANUFACTURER REQUIREMENTS TO 

BUILDING STRUCTURE.
2. PROVIDE METAL CLIP ANGLES AS REQUIRED TO INSTALL WALLS ON 

UNEVEN SURFACES.

#M CMU TO DECK

MASONRY PARTITIONS

FIRE RATING: 8M MIN
UL DESIGN U905 - 1 HR & 2 HR

UL DESIGN U904 - 3 HR
UL DESIGN U901 - 4 HR

FINISHED CEILING, REF RCPS

REF TYP CLOSURE DETAILS

CMU

HORIZONTAL JOINT 
REINFORCING @ 16" OC

FINISH FLOOR
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FIRST FLOOR
100' - 0"

FIRST FLOOR
100' - 0"

T.O. WALL D
125' - 0"

V P H C A

T.O. WALL C
122' - 8"

T.O. WALL G
134' - 8"
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EJ EJ

EJ EJ EJ EJ EJ EJ EJ EJ

E20 E20

E20

FIRST FLOOR
100' - 0"

FIRST FLOOR
100' - 0"

T.O. WALL D
125' - 0"

1 5 7

T.O. WALL C
122' - 8"

T.O. WALL G
134' - 8"
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SCALE:  1/8" = 1'-0"2
NORTH ELEVATION (PLAN EAST)

SCALE:  1/8" = 1'-0"3
EAST ELEVATION (PLAN SOUTH)

SCALE:  1/8" = 1'-0"1
WEST ELEVATION (PLAN NORTH)

SCALE:  1/8" = 1'-0"4
SOUTH ELEVATION (PLAN WEST)

EXTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

E01 PIPE BOLLARD, REFER TO DETAIL 4/A302

E02 CAST STONE UNIT #1. SEE DETAIL 5/A302

E03 CAST STONE UNIT #2. SEE DETAIL 6/A302

E04 CAST STONE UNIT# 3. SEE DETAIL 7/A302

E05 CAST STONE UNIT #4. SEE DETAIL 8/A302

E06 CAST STONE UNIT# 5. SEE DETAIL 9/A302

E07 CAST STONE UNIT# 6. SEE DETAIL 10/A302

E08 UTILITY BRICK

E09 UTILITY BRICK, 3/8" RECESSED

E10 STACKED STONE VENEER

E11 CONCRETE CAST STONE # 7 , SEE DETAIL 12/A302

E13 16" HIGH DIMENSIONAL LETTERS, REFER TO DETAIL 11/A302

E14 PRE-FINISHED METAL COPING

E15 SNOW GUARD

E16 PRE-FINISHED METAL GUTTER

E17 PRE-FINISHED METAL FASCIA

E18 GUARD RAIL

E19 OPERABLE SWING GUARD RAIL. SEE DETAIL X/XXX

E20 PRE-FINISHED METAL DOWNSPOUT

E22 CAST STONE EMBLEM, REFER TO DETAIL 18/A302 FOR ACTUAL DEPARTMENT LOGO AND FURTHER
DETAIL

E23 CONCRETE CAST STONE #8 , SEE DETAIL 16/A302

E24 FUTURE SAFE HAVEN BABY BOX DEMARCATION

E31 RECESSED LADDER TIE-OFF ATTACHMENT (EXTERIOR) AT 18" A.F.F. PERIMETER SEALANT REQUIRED
AT PLATE/STONE INTERSECTION. SEE SHEET A301 FOR LOCATION , REFER TO STRUCTURAL

Exx



BOLLARD: 6" DIAMETER x 8'-0" 
GALVANIZED STEEL PIPE FILLED w/ 
CONCRETE, CROWN TOP

CONCRETE FOOTING

#4 x 10" DOWELS EACH WAY 
(3) PLACES

3"
1'

 - 
0"

1'
 - 

0"
1'

 - 
0"

CONCRETE OR ASPHALT PAVEMENT, 
REFER TO CIVIL/ STRUCTURAL FOR 
THICKNESS

6" 6" 6"

1' - 6"

NOTE: 
BOLLARD COVER COLOR TO BE
SELECTED BY ARCHITECT FROM 
MANUFACTURER'S COLOR 
SELECTION

PERMANENTLY ATTACH PLASTIC BOLLARD 
COVER WITH STAINLESS STEEL FASTENERS 
OR AS RECOMMENDED BY BOLLARD COVER 
MANUFACTURER. FASTENER TO BE FLUSH 
WITH COVER

HDPE BOLLARD COVER

 
 

4
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"
 

 
4
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IN GRASS IN PAVEMENT CONCRETE

PROVIDE ISOLATION JOINT WHEN 
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THICKNESS OF STONE

EQ EQ

  2"   2"

 
 

8
"

  9' - 8"

  10"

 
 

1
1

"
1
' -

 0
"

  8"

+4.5"

+4" +4"

+3.5" +3.5"

EQ EQ

  6' - 8"

  2"

 
 

4
"

 
 

1
' 

- 
0

"

  10"

  8"

 
 

8
"

+4"

+4.5"

+3.5"

NOTE:
+X.X" REPRESENTS 
THICKNESS OF STONE

+3.5"

+4"

  5' - 0"

EQ EQ

  10"

  8" 
 

8
"

  2"  2"

 
 

3
"

1
' -

 0
"

NOTE:
+X.X" REPRESENTS 
THICKNESS OF STONE

+4.5"

+3.5"

+4" +4"

8
"

8
"

1
' -

 4
"

6
"

1
' -

 4
"

3
' -

 2
"

8
"

8
"

3 5/8"1"

  4' - 8"

1
"

1/2"

 
 

3
 5

/8
"

DRIP
REVEAL

4 5/8"

3 5/8" 1"   6' - 4"

1
"

1/2"

 
 

7
 5

/8
"

DRIP
REVEAL

4 5/8"

  2"   2"

EQEQ

  14' - 4"

8"

  10"

  8"

2
' -

 0
"

1
' -

 0
"

+4.5"

+3.5"+4" +4"

NOTE:
+X.X" REPRESENTS 
THICKNESS OF STONE

30' HIGH FLAGPOLE

SPUN ALUM. FLASH 
COLLAR

SEALANT

4 HARDWOOD WEDGES

GRADE

DRY SAND TAMPED INTO PLACE AFTER 
PLUMBING

16 GA. CORR. GALVANIZED STEEL 
FOUNDATION SLEEVE

4 STEEL WEDGES WELDED TO SLEEVE EACH 
@ 90 DEGREES TO CENTER POLE

STEEL BASE PLATE.

STEEL SUPPORT PLATE 6" SQUARE WELDED 
TO SPIKE

3/4"∅  STEEL GROUND SPIKE
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EXTERIOR ELEVATIONS AND
DETAILS

A302

04/30/25

AKJ

616501
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04/30/25

UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
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SCALE:  3/4" = 1'-0"4
PIPE BOLLARD DETAIL

SCALE:  1" = 1'-0"5
CAST STONE UNIT #1

SCALE:  1" = 1'-0"6
CAST STONE UNIT #2

SCALE:  1" = 1'-0"8
CAST STONE UNIT #4

SCALE:  1" = 1'-0"9
CAST STONE UNIT #5

SCALE:  1" = 1'-0"10
CAST STONE UNIT #6

SCALE:  1/2" = 1'-0"11
ENLARGED BUILDING SIGNAGE

SCALE:  1" = 1'-0"12
CAST STONE UNIT #7

NOT TO SCALE7
CAST STONE UNIT #3

SCALE:  1" = 1'-0"16
CAST STONE UNIT #8

SCALE:  3/4" = 1'-0"17
FLAGPOLE DETAIL

SCALE:  1" = 1'-0"18
EMBLEM DETAIL

SCALE:  1/4" = 1'-0"1
GENERATOR ENCLOSURE

SCALE:  1/4" = 1'-0"2
GENERATOR ENCLOSURE

SCALE:  1/4" = 1'-0"3
GENERATOR ENCLOSURE

SCALE:  1" = 1'-0"13
CAST STONE UNIT # 9

EXTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

E02 CAST STONE UNIT #1. SEE DETAIL 5/A302

E08 UTILITY BRICK

E10 STACKED STONE VENEER

E25 CAST STONE UNIT #9. REFER TO DETAIL 13/A302

E26 SWING GATE. REFER TO DETAIL 14/A302

E27 SWING GATE. REFER TO DETAIL 15/A302

Exx

SCALE:  1/4" = 1'-0"14
ENCLOSURE SWING GATE

SCALE:  1/4" = 1'-0"15
ENCLOSURE SWING GATE
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SCALE:  1/2" = 1'-0"1
WALL SECTION

SCALE:  1/2" = 1'-0"2
WALL SECTION

SCALE:  1/2" = 1'-0"3
WALL SECTION

SCALE:  1/2" = 1'-0"4
WALL SECTION

WALL SECTION KEYNOTE LEGEND (W#)
KEY VALUE KEYNOTE TEXT

W01 CONCRETE SLAB OVER VAPOR BARRIER OVER COMPACTED STRUCTURAL FILL,
SEE STRUCTURAL FOR THICKNESS

W02 PROVIDE 2" BELOW GRADE RIGID INSULATION (R-10 MIN) FOR IN - FLOOR HEAT
SYSTEM UNDER CONCRETE SLAB REFER TO MECHANICAL DRAWINGS FOR
EXTENT.

W03 POURED/STEPPED CONCRETE FOUNDATION WALL (REFER TO STRUCTURAL
DRAWING) WITH 2" BELOW GRADE RIGID INSULATION, VERTICALLY TO TOP OF
CONCRETE FOOTING

W05 CAST STONE UNIT #1. REFER TO DETAIL 2/A302

W06 CAST STONE UNIT #2. REFER TO DETAIL 3/A302

W07 CAST STONE UNIT #8. REFER TO DETAIL 10/A302

W13 ADHERED EPDM ROOF SYSTEM OVER TAPERED INSULATION ( R-30MIN) MINIMUM
SLOPE 1/4" PER 1'-0", MINIMUM THICKNESS AT ROOF DRAINS = 2.5", ROOF
SYSTEM IS OVER FLAT METAL DECK AND METAL BAR JOIST

W14 ADHERED EPDM ROOF SYSTEM OVER FLAT INSULATION ( R-30MIN) SLOPE
INSULATION AT ROOF DRAINS, MINIMUM THICKNESS AT ROOF DRAINS = 2.5"
ROOF SYSTEM IS OVER SLOPED METAL DECK AND METAL BAR JOISTS

W15 CMU BOND BEAM, REFER TO STRUCTURAL  DRAWINGS

W16 MEZZANINE GUARDRAIL. REFER TO DETAIL 12/A501

W17 ALUMINUM STOREFRONT/ ENTRANCE , REFER TO SHEET A902 FOR WINDOW
SCHEDULE

W18 CONCRETE TOPPING OVER PRECAST CONCRETE, REFER TO STRUCTURAL
DRAWINGS

W19 FOUR FOLD DOOR, REFER TO DOOR SCHEDULE

W20 COILING DOOR

W22 PIPE BOLLARD, REFER TO DETAIL X/AXXX

W24 CONCRETE APRON. REFER TO STRUCTURAL

W25 DRAIN TILE SYSTEM, AROUND ENTIRE PERIMETER OF EXTERIOR FOUNDATION,
SEE DETAIL 6/A433
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SCALE:  1/2" = 1'-0"1
WALL SECTION

SCALE:  1/2" = 1'-0"2
WALL SECTION

SCALE:  1/2" = 1'-0"3
WALL SECTION

SCALE:  1/2" = 1'-0"4
WALL SECTION

WALL SECTION KEYNOTE LEGEND (W#)
KEY VALUE KEYNOTE TEXT

W01 CONCRETE SLAB OVER VAPOR BARRIER OVER COMPACTED STRUCTURAL FILL,
SEE STRUCTURAL FOR THICKNESS.

W03 POURED / STEPPED CONCRETE FOUNDATION WALL (REFER TO STRUCTURAL
DRAWING) WITH 2" BELOW GRADE RIGID INSULATION, VERTICALLY TO TOP OF
CONCRETE FOOTING.

W04 POURED / STEPPED CONCRETE FOUNDATION WALL (REFER TO STRUCTURAL
DRAWING)

W05 CAST STONE UNIT #1. REFER TO DETAIL 2/A302

W06 CAST STONE UNIT #2. REFER TO DETAIL 3/A302

W10 ACOUSTICAL CEILING TILE. REFER TO SHEET A701 AND A702 FOR REFLECTED
CEILING PLAN

W11 CONCRETE FOOTING, REFER TO STRUCTURAL DRAWINGS.

W12 JOINT MATERIAL WITH SEALANT.

W13 ADHERED EPDM ROOF SYSTEM OVER TAPERED INSULATION ( R-30MIN) MINIMUM
SLOPE 1/4" PER 1'-0", MINIMUM THICKNESS AT ROOF DRAINS = 2.5", ROOF
SYSTEM IS OVER FLAT METAL DECK AND METAL BAR JOIST

W14 ADHERED EPDM ROOF SYSTEM OVER FLAT INSULATION ( R-30MIN) SLOPE
INSULATION AT ROOF DRAINS, MINIMUM THICKNESS AT ROOF DRAINS = 2.5"
ROOF SYSTEM IS OVER SLOPED METAL DECK AND METAL BAR JOISTS

W15 CMU BOND BEAM, REFER TO STRUCTURAL  DRAWINGS

W17 ALUMINUM STOREFRONT/ ENTRANCE , REFER TO SHEET A902 FOR WINDOW
SCHEDULE

W18 CONCRETE TOPPING OVER PRECAST CONCRETE, REFER TO STRUCTURAL
DRAWINGS

W21 UTILITY BRICK RECESSED 3/8" FROM ADJACENT BRICK (SOLID GREY BRICK
HATCH INDICATES COURSES TO BE RECESSED).

W23 CMU FOUNDATION WALL , REFER TO STRUCTURAL DRAWINGS

W25 DRAIN TILE SYSTEM, AROUND ENTIRE PERIMETER OF EXTERIOR FOUNDATION,
SEE DETAIL 6/A433

W26 STEEL GRATE STAIR LANDING

W27 STEEL GRATE STAIR

W28 SUPPORT BEAM AND TIE-OFF ANCHOR POINT (EXTERIOR). SEE SHEET A301 FOR
LOCATIONS, REFER TO STRUCTURAL

W29 STEEL CHANNEL, SEE STRUCTURAL

W30 GUARD RAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501
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GRADE RIGID INSULATION (R-10), 
24" HORIZONTALLY & VERTICALLY 
FOR PERIMETER INSULATION

2X6 PRESSURE TREATED WOOD 
BLOCKING

PRE-FINISHED METAL FASCIA WITH 
DRIP EDGE

1X6 PRESSURE TREATED WOOD 
BLOCKING

PRE-FINISHED PERFORATED MTL 
SOFFIT W/ "J" CHANNEL

COLD FORMED METAL FRAMING 
SOFFIT FRAMING 
AT 16" O.C. MAX

SSMR PRE-FINISHED METAL EAVE 
EDGE FLASHING

OVERLAP FASCIA TRIM 2" MIN W/ 
ROOF UNDERLAYMENT

SSMR

CONTINUOUS BENT PLATE, BY 
TRUSS MANUFACTURE

SEE ROOF PLAN 
FOR ROOF TYPE

T
Y

P

1
1
"

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

SEE ROOF PLAN 
FOR ROOF ASSEMBLY

5" CLOSED CELL CONT SPRAY 
FOAM INSUL (R-30) OVER MTL 
DECK & AROUND BOTTOM CHORD 
OF TRUSS

3 5/8" COLD FORMED METAL 
FRAMING AT 16" O.C.

PRE-FINISHED PERFORATED 
METAL SOFFIT W/ "J" CHANNEL, 
TYPICAL

TRUSS HEEL

FRAMING CLIP;
REF. STRUCT DWGS

2 1/2" CLOSED CELL SPRAY FOAM 
INSULATION (R-15.6)

COLD FORMED METAL FRAMING 
CLIP

CMU BOND BEAM;
REF. STRUCT DWGS

AEROLON TAPE BETWEEN 
TRUSS/CLIP AND CMU

CMU, CUT FOR TRUSS 
BEARING HEIGHT

FIRST FLOOR
100' - 0"

CONCRETE MASONRY VENEER

THRU WALL FLASHING MEMBRANE 
W/ STAINLESS STEEL DRIP EDGE

WEEP (VENT) AT 16" O.C.

AIR BARRIER TRANSITION STRIP

MORTAR DIVERTER

AIR BARRIER

2 1/2" RIGID INSULATION (R-15.6)

CLOSED CELL SPRAY FOAM INSUL

AIR BARRIER TRANSITION STRIP

REFER TO CIVIL DRAWING 
FOR GRADE TYPE

4" SOLID CMU

GROUT SOLID BEHIND CMU

FOUNDATION WALL BRICK LEDGE, 
COORDINATE WITH STRUCTURAL

FOUNDATION WALL, REFER TO 
STRUCTURAL DRAWINGS

JOINT MATERIAL WITH SEALANT

CONCRETE SLAB OVER VAPOR
BARRIER OVER COMPACTED 
STRUCTURAL FILL,SEE STRUCT
PLAN FOR THICKNESS

REFER TO MECHANICAL
PLANS FOR IN-FLOOR HEAT
LOCATIONS/REQUIRMENTS. 
MINIMALLY PROVIDE 2" BELOW 
GRADE RIGID INSULATION (R-10), 
24" HORIZONTALLY & VERTICALLY 
FOR PERIMETER INSULATION

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

7 3/8"

8
"

A432
4

A922
10

2X6 PRESSURE TREATED WOOD 
BLOCKING

PRE-FINISHED METAL FASCIA WITH 
DRIP EDGE

1X6 PRESSURE TREATED WOOD 
BLOCKING

PRE-FINISHED PERFORATED MTL 
SOFFIT W/ "J" CHANNEL

COLD FORMED METAL FRAMING 
SOFFIT FRAMING 
AT 16" O.C. MAX

SSMR PRE-FINISHED METAL EAVE 
EDGE FLASHING

OVERLAP FASCIA TRIM 2" MIN W/ 
ROOF UNDERLAYMENT

SSMR

CONTINUOUS BENT PLATE, BY 
TRUSS MANUFACTURE

SEE ROOF PLAN 
FOR ROOF TYPE

T
Y

P

1
1
"

7 3/8"

8
"

CONCRETE MASONRY VENEER

THRU WALL FLASHING MEMBRANE 
W/ STAINLESS STEEL DRIP EDGE

WEEP (VENT) AT 16" O.C.

AIR BARRIER TRANSITION STRIP

MORTAR DIVERTER

AIR BARRIER

2 1/2" RIGID INSULATION (R-15.6)

CLOSED CELL SPRAY FOAM INSUL

AIR BARRIER TRANSITION STRIP

REFER TO CIVIL DRAWING 
FOR GRADE TYPE

4" SOLID CMU

GROUT SOLID BEHIND CMU

FOUNDATION WALL BRICK LEDGE, 
COORDINATE WITH STRUCTURAL

FOUNDATION WALL, REFER TO 
STRUCTURAL DRAWINGS

JOINT MATERIAL WITH SEALANT

CONCRETE SLAB OVER VAPOR
BARRIER OVER COMPACTED 
STRUCTURAL FILL,SEE STRUCT
PLAN FOR THICKNESS

REFER TO MECHANICAL
PLANS FOR IN-FLOOR HEAT
LOCATIONS/REQUIRMENTS. 
MINIMALLY PROVIDE 2" BELOW 
GRADE RIGID INSULATION (R-10), 
24" HORIZONTALLY & VERTICALLY 
FOR PERIMETER INSULATION

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

2" STRUCT INSULATION BOARD

DRAINAGE PANEL

CONCRETE MASONRY VENEER  OR 
UTILITY BRICK, REFER TO EXT 
ELEVATIONS, WALL SECTIONS & 
FLOOR PLANS FOR WALL TYPE 
AND FINISH MATERIALS

JOINT MATERIAL WITH SEALANT

CONCRETE SLAB OVER VAPOR
BARRIER OVER COMPACTED 
STRUCTURAL FILL,SEE STRUCT
PLAN FOR THICKNESS

REFER TO MECHANICAL
PLANS FOR IN-FLOOR HEAT
LOCATIONS/REQUIRMENTS. 
MINIMALLY PROVIDE 2" BELOW 
GRADE RIGID INSULATION (R-10), 
24" HORIZONTALLY & VERTICALLY 
FOR PERIMETER INSULATION

FOUNDATION WALL, REFER TO 
STRUCTURAL DRAWINGS

JOINT MATERIAL WITH SEALANT

CONCRETE SLAB OVER VAPOR
BARRIER OVER COMPACTED 
STRUCTURAL FILL,SEE STRUCT
PLAN FOR THICKNESS

REFER TO MECHANICAL
PLANS FOR IN-FLOOR HEAT
LOCATIONS/REQUIRMENTS. 
MINIMALLY PROVIDE 2" BELOW 
GRADE RIGID INSULATION (R-10), 
24" HORIZONTALLY & VERTICALLY 
FOR PERIMETER INSULATION

CONCRETE SLAB, SEE 
STRUCTURAL

EXPANSION JOINT

2" RIGID INSULATION

CONCRETE SLAB, SEE 
STRUCTURAL

2" RIGID INSULATION

2" RIGID INSULATION

CONCRETE FOUNDATION

EXPANSION JOINT

2" RIGID INSULATION

CONCRETE SLAB, SEE 
STRUCTURAL

6" FOUNDATION WALL, SEE 
STRUCTURAL

MTL STUD WALL
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SCALE:  1 1/2" = 1'-0"2
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"10
BASE OF WALL DETAIL

SCALE:  1 1/2" = 1'-0"9
BASE OF WALL DETAIL

SCALE:  1 1/2" = 1'-0"8
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"1
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"7
BASE OF WALL DETAIL

SCALE:  1 1/2" = 1'-0"3
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"4
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"11
CMU FOUNDATION DETAIL

SCALE:  1 1/2" = 1'-0"12
FOUNDATION DETAIL @ STUD WALL

SCALE:  1 1/2" = 1'-0"5
BASE OF WALL DETAIL

SCALE:  1 1/2" = 1'-0"6
BASE OF WALL DETAIL



A432
8

A922
10

REFER TO ROOF PLAN FOR 
ROOF TYPE

3/8" ANCHOR BOLTS @ 4'-0" O.C.

(2) 2x WOOD BLOCKING

ROOF MEMBRANE TO OVERLAP 
AIR BARRIER 2" MIN.

2 1/2" RIGID INSULATION
5/8" PLYWOOD SHEATHING TO 
SLOPE 1/4" PER FOOT

5/4 WOOD BLOCKING

FASTEN PARAPET BLOCKING 
ASSEMBLY TO CMU

2x WOOD BLOCKING

REFER TO EXTERIOR ELEVATIONS, 
WALL SECTIONS AND FLOOR PLANS 
FOR WALL TYPE AND MATERIALS 

PRE-FINISHED METAL COPING WITH 
CONTINUOUS METAL CLEAT

AIR BARRIER TRANSITION STRIP

MEMBRANE FLASHING OVER 1/2" 
PLYWOOD SHEATHING OVER 2 
1/2" RIGID INSULATION

5/8" PLYWOOD

7"

4"

1' - 0"

CAST STONE UNIT REFER 3/A302

WEEP (VENT) AT 24" O.C.

STRUCTURAL FRAMING, 
REFER TO STRUCTURAL

REFER TO ROOF PLAN FOR 
ROOF TYPE

3/8" ANCHOR BOLTS @ 4'-0" O.C.

(2) 2x WOOD BLOCKING

ROOF MEMBRANE TO OVERLAP 
AIR BARRIER 2" MIN.

2 1/2" RIGID INSULATION
5/8" PLYWOOD SHEATHING TO 
SLOPE 1/4" PER FOOT

5/4 WOOD BLOCKING

FASTEN PARAPET BLOCKING 
ASSEMBLY TO CMU

2x WOOD BLOCKING

REFER TO EXTERIOR ELEVATIONS, 
WALL SECTIONS AND FLOOR PLANS 
FOR WALL TYPE AND MATERIALS 

PRE-FINISHED METAL COPING WITH 
CONTINUOUS METAL CLEAT

AIR BARRIER TRANSITION STRIP

MEMBRANE FLASHING OVER 1/2" 
PLYWOOD SHEATHING OVER 2 
1/2" RIGID INSULATION

5/8" PLYWOOD

CMU BOND BEAM, REFER 
TO STRUCTURAL 
DRAWINGS

7"

4"

1' - 0"

WEEP (VENT) AT 24" O.C.

STRUCTURAL FRAMING, 
REFER TO STRUCTURAL

FILL VOID W/ RIGID INSULATION

GROUT SOLID

2 1/2" RIGID INSULATION

4" SOLID CMU 

ROOF MEMBRANE FLASHING

THROUGH WALL FLASHING w/ 2 
PART COUNTER FLASHING AND DIP 
EDGE

TERMINATION BAR
WITH SEALANT

MORTAR DIVERTER

CONT AEROLON TAPE BETWEEN 
CMU/GROUT AND ANGLE

6" COLD FORMED METAL 
FRAMING

GYPSUM SHEATHING

STRUCTURAL FRAMING,
REFER TO STRUCTURAL

STEEL FRAMING, REFER
TO STRUCTURAL

4
"

AIR BARRIER TRANSITION STRIP

PRE-FINISHED MTL COPING W/ 
CONTINUOUS MTL CLEAT

ROOF MEMBRANE TO OVERLAP 
AIR BARRIER 2" MIN

COLD FORMED METAL FRAMING

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

CLOSED CELL 
SPRAY FOAM INSULATION

WEEP (VENT) AT 24" O.C.

5/8" PLYWOOD SHEATHING TO 
SLOPE 1/4" PER FOOT

1 1/2" RIGID INSULATION

(2) 2X WOOD BLOCKING

5/8" PLYWOOD SHEATHING

FILL PARAPET WITH CLOSED CELL 
SPRAY FOAM INSULATION

CAST STONE UNIT REFER 3/A302

MEMBRANE FLASHING OVER 1/2" 
PLYWD SHTG OVER 1 1/2" RIGID 
INSUL OVER 5/8" EXTSHEATHING

CONT METAL DECK SUPPORT 
ANGLE; REF. STRUCT DWGS

5/4X4 WOOD BLOCKING

2X WOOD BLOCKING

FASTEN PARAPET BLOCKING 
ASSEMBLY TO COLD 
FORMED METAL FRAMING

FILL VOID WITH RIGID INSULATION

CONTINUOUS BRICK ANGLE, REFER 
TO STRUCTURAL

SUPPORT ANGLE, REFER TO 
STRUCTURAL

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

BACKER ROD CANT

METAL DECK SUPPORT ANGLE,
REF. STRUCT DWGS

BRICK ANGLE,
REF. STRUCT DWGS

4" RIGID INSULATION

SEE ROOF PLAN FOR 
ROOF ASSEMBLY

GROUT SOLID

2 1/2" RIGID INSULATION

4" SOLID CMU VENEER

BRICK TIES AT 16" O.C.

ROOF MEMBRANE FLASHING

THROUGH WALL FLASHING w/ 
2 PART COUNTER FLASHING 
AND DIP EDGE

TERMINATION BAR
WITH SEALANT

WEEP (VENT) AT 24" O.C.

MORTAR DIVERTER

CONT AEROLON TAPE BETWEEN 
CMU/GROUT AND ANGLE

1
' -

 4
" 

M
IN

CMU BOND BEAM;
REF. STRUCT DWGS

BRICK

REFER TO EXT ELEVATIONS, WALL 
SECTIONS & FLOOR PLANS FOR 
WALL TYPE AND FINISH MATERIALS

BACKER ROD CANT

METAL DECK SUPPORT ANGLE,
REF. STRUCT DWGS

BRICK ANGLE,
REF. STRUCT DWGS

4" RIGID INSULATION

SEE ROOF PLAN FOR 
ROOF ASSEMBLY

GROUT SOLID

2 1/2" RIGID INSULATION

4" SOLID CMU VENEER

BRICK TIES AT 16" O.C.

ROOF MEMBRANE FLASHING

THROUGH WALL FLASHING w/ 
2 PART COUNTER FLASHING 
AND DIP EDGE

TERMINATION BAR
WITH SEALANT

WEEP (VENT) AT 24" O.C.

MORTAR DIVERTER

CONT AEROLON TAPE BETWEEN 
CMU/GROUT AND ANGLE

CMU BOND BEAM;
REF. STRUCT DWGS

BRICK

1
' -

 4
" 

M
IN

SEE SECTIONS

FOR HEIGHT

SEE SECTIONS

FOR HEIGHT

8
"

VOID

THERMAL BREAK

EXPANSION JOINT

CONT. CONC. 
FOUNDATION WALL

8" CONC. FOUNDATION WALL

UNCOMPACTED GRANULAR 
FILL

A904
8 CONCRETE SLAB, SEE 

STRUCTURAL

2" RIGID INSULATION

CONCRETE SLAB, SEE 
STRUCTURAL

2" RIGID INSULATION

CONCRETE FOUNDATION
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SCALE:  1 1/2" = 1'-0"1
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"2
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"5
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"4
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"3
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"7
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"6
ROOF DETAIL

SCALE:  1 1/2" = 1'-0"8
FOUNDATION @ STOOP
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SCALE:  1/4" = 1'-0"
4

ENLARGED TRAINING TOWER HIGH WINDOW PLAN
SCALE:  1/4" = 1'-0"

3
ENLARGED TRAINING TOWER PLAN AT MEZZANINE

SCALE:  1/4" = 1'-0"
1

ENLARGED TRAINING TOWER PLAN AT FIRST FLOOR
SCALE:  1/4" = 1'-0"

2
ENLARGED TRAINING TOWER PLAN AT LANDING

STAIR PLAN / SECTION KEYNOTES

NUMBER DESCRIPTION

S01 CONTINUOUS METAL HANDRAIL, EXTEND AND / OR WRAP HANDRAIL 1'-0"
PAST NOSE OF LAST RISER. SEE DETAIL 5/A502

S02 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501

S03 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501

S05 PROVIDE REMOVABLE SECTION OF GUARDRAIL, SIM TO ELEVATION
11/A501 AND DETAIL 9/A501

S06 RAIL REQUIRED FOR THE VISUALLY IMPAIRED (PER 1CC 307.4). TOP OF
RAIL AT 27" (MAX) A.F.F 1 1/2" DIA STEEL PIPE INTERMEDIATE AT 4'-0" O.C.
MAX. REFER TO STAIR SECTIONS FOR LAYOUTS.

S07 30" DIA. REMOVABLE GRATING WITH PERIMETER ANGLE.

S08 RUBBER ROOFTOP PAVERS

S10 TIE-OFF ANCHOR AT CMU HEAD OF OPENING, SEE SHEET A502  FOR
LOCATIONS, REFER TO STRUCTURAL

S14 RECESSED LADDER TIE-OFF ATTACHMENT (EXTERIOR) AT 18" A.F.F.
PERIMETER SEALANT REQUIRED AT PLATE/STONE INTERSECTION. SEE
SHEET A301 FOR LOCATION, REFER TO STRUCTURE.

S15 RECESSED TIE-OFF ATTACHMENT. SEE X/XXX FOR LOCATION . REFER TO
STRUCTURAL.

S16 6" DIAMETER x30" LENGTH PIPE w/300 FT/LB MOMENT, PROVIDE STEEL
END CAP. REFER TO STRUCTURAL

S17 TRENCH DRAIN, REFER TO PLUMBING

S19 STAIR POST

S20 STAIR HANGER STRUCTURE

S22 5' X 5' METAL GRATE PLATFORM'

S23 OPERABLE SWING GUARDRAIL. SEE DETAIL X/XXX AND X/XXX

Sxx

SCALE:  1/4" = 1'-0"
5

ENLARGED STAIR PLAN
SCALE:  1/4" = 1'-0"

6
ENLARGED STAIR PLAN
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SCALE:  3/8" = 1'-0"1
STAIR SECTION

SCALE:  3/8" = 1'-0"2
STAIR SECTION

STAIR PLAN / SECTION KEYNOTES

NUMBER DESCRIPTION

S01 CONTINUOUS METAL HANDRAIL, EXTEND AND / OR WRAP HANDRAIL 1'-0"
PAST NOSE OF LAST RISER. SEE DETAIL 5/A502

S02 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501

S03 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501

S04 GUARDRAIL WITHOUT INTERMEDIATE SUPPORTS FOR CLARITY, SEE
DETAIL

S06 RAIL REQUIRED FOR THE VISUALLY IMPAIRED (PER 1CC 307.4). TOP OF
RAIL AT 27" (MAX) A.F.F 1 1/2" DIA STEEL PIPE INTERMEDIATE AT 4'-0" O.C.
MAX. REFER TO STAIR SECTIONS FOR LAYOUTS.

S11 HOSE HANGER TIE-OFF PLATE, REFER TO STRUCTURAL

S12 HOIST BEAM, SEE STRUCTURAL

S13 CONCRETE SLAB OVER VAPOR BARRIER OVER COMPACTED
STRUCTURAL FILL, SEE STRUCTURAL FOR THICKNESS

S16 6" DIAMETER x30" LENGTH PIPE w/300 FT/LB MOMENT, PROVIDE STEEL
END CAP. REFER TO STRUCTURAL

S18 STAIR STRINGER - SIZED BY STAIR FABRICATOR

S21 CONCRETE FOOTING. REFER TO STRUCTURAL

S22 5' X 5' METAL GRATE PLATFORM'

Sxx
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SCALE:  3/8" = 1'-0"1
STAIR SECTION

SCALE:  3/8" = 1'-0"2
STAIR SECTION

STAIR PLAN / SECTION KEYNOTES

NUMBER DESCRIPTION

S01 CONTINUOUS METAL HANDRAIL, EXTEND AND / OR WRAP HANDRAIL 1'-0"
PAST NOSE OF LAST RISER. SEE DETAIL 5/A502

S03 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 8/A501

S04 GUARDRAIL WITHOUT INTERMEDIATE SUPPORTS FOR CLARITY, SEE
DETAIL

S05 PROVIDE REMOVABLE SECTION OF GUARDRAIL, SIM TO ELEVATION
11/A501 AND DETAIL 9/A501

S09 ALUMINIUM STOREFRONT, REFER TO SHEET A902 FOR WINDOW
ELEVATIONS

S10 TIE-OFF ANCHOR AT CMU HEAD OF OPENING, SEE SHEET A502  FOR
LOCATIONS, REFER TO STRUCTURAL

S13 CONCRETE SLAB OVER VAPOR BARRIER OVER COMPACTED
STRUCTURAL FILL, SEE STRUCTURAL FOR THICKNESS

S15 RECESSED TIE-OFF ATTACHMENT. SEE X/XXX FOR LOCATION . REFER TO
STRUCTURAL.

S16 6" DIAMETER x30" LENGTH PIPE w/300 FT/LB MOMENT, PROVIDE STEEL
END CAP. REFER TO STRUCTURAL

S18 STAIR STRINGER - SIZED BY STAIR FABRICATOR

S24 CONCRETE TOPPING OVER PRECAST CONCRETE, REFER TO
STRUCTURAL DRAWINGS

S25 STEEL GRATE STAIR LANDING

S26 6" HIGH CONCRETE PAD UNDER STAIRS

S27 GUARDRAIL WITHOUT HANDRAIL, SEE DETAIL 12/A502

Sxx

SCALE:  3/8" = 1'-0"3
STAIR SECTION

SCALE:  3/8" = 1'-0"6
STAIR SECTION

SCALE:  3/8" = 1'-0"4
STAIR SECTION

SCALE:  3/8" = 1'-0"5
STAIR SECTION
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SCALE:  1/4" = 1'-0"
5

102 - LOBBY
SCALE:  1/4" = 1'-0"

8
102 - LOBBY

SCALE:  1/4" = 1'-0"
7

102 - LOBBY
SCALE:  1/4" = 1'-0"

6
102 - LOBBY

SCALE:  1/4" = 1'-0"
10

103 - TRAINING ROOM

SCALE:  1/4" = 1'-0"
13

103 - TRAINING ROOM

SCALE:  1/4" = 1'-0"
12

103 - TRAINING ROOM
SCALE:  1/4" = 1'-0"

11
103 - TRAINING ROOM

SCALE:  1/4" = 1'-0"
14

105 - PUBLIC TOILET
SCALE:  1/4" = 1'-0"

15
105 - PUBLIC TOILET

SCALE:  1/4" = 1'-0"
16

106 - PUBLIC TOILET
SCALE:  1/4" = 1'-0"

17
106 - PUBLIC TOILET

INTERIOR EQUIPMENT KEYNOTES

ROOM NUMBER ROOM NAME EQ. NUMBER NEW (N)/ EXISTING (E) MFG. & MODEL NO. DESCRIPTION INSTALLED BY SUPPLIED BY

101 VESTIBULE 101.01 SUSPENDED HISTORIC BUGGY DISPLAY OWNER OWNER

103 TRAINING ROOM 103.01 N WALL MOUNTED TV OWNER OWNER

INTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

IE01 FILLER, AS REQUIRED

IE02 1 x 4 WOOD TRIM, REFER TO DETAILS AND MATERIALS LEGEND FOR
SIZE, FINISH

IE03 SOLID SURFACE FABRICATED COUNTERTOP WITH 4" BACKSPLASH

IE07 SINK, BY PLUMBING CONTRACTOR

IE08 FINISHED END, MATCH ADJACENT PRODUCT INSTALLATION

IE15 QUARTZ COUNTERTOP WITHOUT BACKSPLASH

IE16 8" x 4" MARKER BOARD. REFER TO SPECIFICATION

IE17 PROVIDE LOCKS FOR THIS CASEWORK. DIFFERENT FOR EACH
CASEWORK

IE20 BLOCKING FOR OWNER ART WORK

IE23 CONCEALED  COUNTERTOP BRACKETS  @ 24" O.C.

IE33 WALL PANEL TRIM, REFER TO DETAILS AND MATERIALS LEGEND FOR
SIZE, FINISH

IE39 DEPARTMENT SIGNAGE, SEE SPECIFICATION

IE43 DEPARTMENT LETTERING SIGNAGE, SEE SPECIFICATION. FIELD
VERIFY LOCATION

IE44 DEMARCATION FOR THE HISTORIC ENGINE DISPLAY

IE49 DRINKING WATER FOUNTAIN

IE52 WOOD SILL, REFER TO DETAILS AND MATERIALS LEGEND FOR SIZE,
FINISH

IE53 TA-1 COVE BASE

IE54 WALL TO BE PAINTED PX

IE55 WALL TO BE CT-1 VERTICAL STACKED TILE

IE56 WALL TO BE CT-1 HORIZONTAL

IE57 WALL TO BE PT-3 RUNNING BOND

SCALE:  1/4" = 1'-0"
9

102A - HALL

SCALE:  1/4" = 1'-0"1
101 - VESTIBULE

SCALE:  1/4" = 1'-0"3
101 - VESTIBULE

SCALE:  1/4" = 1'-0"2
101 - VESTIBULE

SCALE:  1/4" = 1'-0"4
101 - VESTIBULE

KEYED FIXTURE NOTES

ITEM DESCRIPTION SUPPLIED BY INSTALLED BY

A GRAB BARS - 36" LONG BEHIND TOILET AND 42" LONG BESIDE
TOILET, MOUNTED AT 34" A.F.F. TO CENTER OF GRAB BARS.
PROVIDE 18" VERTICAL GRAB BAR PER THE STANDARD
MOUNTING HEIGHT DETAILS

CONTRACTOR CONTRACTOR

C 24" x 36" MIRROR, MOUNTED AT 3'-4" TO BOTTOM OF
REFLECTING SURFACE

CONTRACTOR CONTRACTOR

D SOAP DISPENSER, WALL MOUNTED CONTRACTOR CONTRACTOR

E URINAL SCREEN

G WALL MOUNTED PAPER TOWEL DISPENSER WITH TRASH CONTRACTOR CONTRACTOR

S HAND DRYER CONTRACTOR CONTRACTOR
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GENERAL INTERIOR ELEVATION NOTES

1. ALL CASEWORK TO BE PLASTIC LAMINATE, UNO, PLASTIC LAMINATE  
UPPER/LOWER OR TALL CASEWORK WITH ADJUSTABLE SHELVES 
AND/OR DRAWERS AND 3mm PVC EDGING. PLASTIC LAMINATE FINISH 
ALL EXPOSED ENDS, TYPICAL.

2. PROVIDE FINISHED ENDS ON ALL EXPOSED SURFACES OF CASEWORK.
3. FOR LOWER CABINETS WIDER THAN 3'-0". PROVIDE MID-SUPPORT FOR 

INTERIOR SHELVING UNITS.
4. REFER TO FINISH SCHEDULE AND MATERIALS LEGEND FOR ALL 

MANUFACTURERS / PATTERN - COLORS.
5. PROVIDE BLOCKING FOR ALL OWNER PROVIDED TVS.
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SCALE:  1/4" = 1'-0"
7

109 - ADMIN OFFICE
SCALE:  1/4" = 1'-0"

6
109 - ADMIN OFFICE

SCALE:  1/4" = 1'-0"
9

113 - CONFERENCE ROOM
SCALE:  1/4" = 1'-0"

10
114 - WATCH ROOM

SCALE:  1/4" = 1'-0"
12

120 - DAYROOM
SCALE:  1/4" = 1'-0"

13
121 - KITCHEN

SCALE:  1/4" = 1'-0"
16

121 - KITCHEN

SCALE:  1/4" = 1'-0"
15

121 - KITCHEN
SCALE:  1/4" = 1'-0"

14
121 - KITCHEN

SCALE:  1/4" = 1'-0"
17

123 - HALL

INTERIOR EQUIPMENT KEYNOTES

ROOM NUMBER ROOM NAME EQ. NUMBER NEW (N)/ EXISTING (E) MFG. & MODEL NO. DESCRIPTION INSTALLED BY SUPPLIED BY

108 WORK AREA 108.01 MICROWAVE OWNER OWNER

108 WORK AREA 108.02 REFRIGERATOR OWNER OWNER

108 WORK AREA 108.03 COFFEE POT OWNER OWNER

108 WORK AREA 108.05 WALL MOUNTED RESPONSE MONITOR OWNER OWNER

108 WORK AREA 108.06 RECYCLE/DUMPSTER OWNER OWNER

113 CONFERENCE ROOM 113.01 WALL MOUNTED TV OWNER OWNER

114 WATCHROOM 114.01 42" WALL MOUNTED TV OWNER OWNER

114 WATCHROOM 114.02 FLOOR LASER JET PRINTER OWNER OWNER

114 WATCHROOM 114.03 WALL MOUNTED RESPONSE MONITOR OWNER OWNER

120 DAY ROOM 120.01 WALL MOUNTED TV OWNER OWNER

121 KITCHEN 121.01 REFRIGERATOR/FREEZER OWNER OWNER

121 KITCHEN 121.02 RANGE OWNER OWNER

121 KITCHEN 121.04 MICROWAVE OWNER OWNER

121 KITCHEN 121.05 DISHWASHER OWNER OWNER

INTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

IE01 FILLER, AS REQUIRED

IE02 1 x 4 WOOD TRIM, REFER TO DETAILS AND MATERIALS LEGEND FOR
SIZE, FINISH

IE07 SINK, BY PLUMBING CONTRACTOR

IE08 FINISHED END, MATCH ADJACENT PRODUCT INSTALLATION

IE09 NON-INTRUSIVE SUPPORT BRACKET, SEE DETAIL 10/A801

IE15 QUARTZ COUNTERTOP WITHOUT BACKSPLASH

IE16 8" x 4" MARKER BOARD. REFER TO SPECIFICATION

IE17 PROVIDE LOCKS FOR THIS CASEWORK. DIFFERENT FOR EACH
CASEWORK

IE19 PLASTIC LAMINATE WARDROBE. PROVIDE ROD AND TWO DRAWERS
AS SHOWN. REFER TO DETAIL X/XXX

IE23 CONCEALED  COUNTERTOP BRACKETS  @ 24" O.C.

IE26 PLASTIC LAMINATE COUNTERTOP WITH 4" BACKSPLASH

IE27 PLASTIC LAMINATE COUNTERTOP WITHOUT 4" BACKSPLASH

IE29 FRP

IE31 SOFFIT ABOVE CASEWORK, SEE DETAIL X/XXX

IE37 NOOK FOR STEPPING LADDER ,FINISHED MATERIAL TO MATCH
ADJACENT PRODUCT INSTALLATION

IE38 PROVIDE (3) DRAWERS INCLUDING (2) HANGING LETTER SIZE FILE
DRAWERS

IE40 COILING DOOR TRACKS

IE42 POWER STRIPS

IE45 ELECTRICAL WALL RECEPTACLE OUTLET. COLOR TO MATCH
ADJACENT MATERIAL FINISH . SEE SPECIFICATION

IE58 WALL TO BE CT-2 VERTICAL STACKED

IE63 ROLLING BLACK OUT SHADE . REFER TO SPECIFICATIONS

IE64 PROVIDE CONDUIT IN WALL FROM OUTLET TO CASEWORK BELOW

IE68 HEAVY DUTY SHELF BRACKETS(14'X20")

SCALE:  1/4" = 1'-0"
8

113 - CONFERENCE ROOM

SCALE:  1/4" = 1'-0"
18

123 - HALL

SCALE:  1/4" = 1'-0"
11

114 - WATCH ROOM

SCALE:  1/4" = 1'-0"19
126 - DORM ROOM (TYP)

SCALE:  1/4" = 1'-0"20
130-DORM ROOM BUILT-IN BED (TYPICAL)

SCALE:  1/4" = 1'-0"1
108 - WORK AREA

SCALE:  1/4" = 1'-0"2
108 - WORK AREA

SCALE:  1/4" = 1'-0"3
108 - WORK AREA

SCALE:  1/4" = 1'-0"4
108 - WORK AREA

SCALE:  1/4" = 1'-0"5
108 - WORK AREA
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GENERAL INTERIOR ELEVATION NOTES

1. ALL CASEWORK TO BE PLASTIC LAMINATE, UNO, PLASTIC LAMINATE  
UPPER/LOWER OR TALL CASEWORK WITH ADJUSTABLE SHELVES 
AND/OR DRAWERS AND 3mm PVC EDGING. PLASTIC LAMINATE FINISH 
ALL EXPOSED ENDS, TYPICAL.

2. PROVIDE FINISHED ENDS ON ALL EXPOSED SURFACES OF CASEWORK.
3. FOR LOWER CABINETS WIDER THAN 3'-0". PROVIDE MID-SUPPORT FOR 

INTERIOR SHELVING UNITS.
4. REFER TO FINISH SCHEDULE AND MATERIALS LEGEND FOR ALL 

MANUFACTURERS / PATTERN - COLORS.
5. PROVIDE BLOCKING FOR ALL OWNER PROVIDED TVS.
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SCALE:  1/4" = 1'-0"
2

133 - HALL
SCALE:  1/4" = 1'-0"

3
134 - RESIDENTIAL LAUNDRY

SCALE:  1/4" = 1'-0"
4

134 - RESIDENTIAL LAUNDRY

SCALE:  1/4" = 1'-0"
8

135 - DECON TOILET (TYP)
SCALE:  1/4" = 1'-0"

7
135 - DECON TOILET (TYP)

SCALE:  1/4" = 1'-0"
6

135 - DECON TOILET (TYP)

SCALE:  1/4" = 1'-0"
12

139 - GEAR LAUNDRY
SCALE:  1/4" = 1'-0"

13
139 - GEAR LAUNDRY

SCALE:  1/4" = 1'-0"
15

142 - SCBA ROOM

SCALE:  1/4" = 1'-0"
14

142 - SCBA ROOM

INTERIOR EQUIPMENT KEYNOTES

ROOM NUMBER ROOM NAME EQ. NUMBER NEW (N)/ EXISTING (E) MFG. & MODEL NO. DESCRIPTION INSTALLED BY SUPPLIED BY

134 RESIDENTIAL LAUNDRY 134.01 STACKED WASHER/DRYER OWNER OWNER

138 EXCERCISE ROOM 138.01 WALL MOUNTED TV OWNER OWNER

139 GEAR LAUNDRY 139.01 EXTRACTOR OWNER OWNER

142 SCBA CLEAN & FILL 142.01 SCBA FILL STATION OWNER OWNER

142 SCBA CLEAN & FILL 142.02 SCBA EXTRACTOR OWNER OWNER

144 APPARATUS BAY 144.04 WALL MOUNTED RESPONSE MONITOR OWNER OWNER

INTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

IE01 FILLER, AS REQUIRED

IE05 METAL UPPER AND/ OR LOWER CABINETS, SEE SPECIFICATIONS. ALL
LOWER CABINETS TO BE 30" DEEP

IE06 STAINLESS STEEL COUNTERTOP AND BACKSPLASH, REFER TO
SPECIFICATIONS

IE07 SINK, BY PLUMBING CONTRACTOR

IE08 FINISHED END, MATCH ADJACENT PRODUCT INSTALLATION

IE12 3' X 3' MOP SINK, SEE PLUMBING

IE13 MOP HANGER, SEE SPECIFICATIONS

IE14 STAINLESS STEEL BACKSPLASH

IE18 ELECTRIC HAND DRYER MOUNTED 18" BETWEEN BASE OF DRYER TO
TOP OF COUNTER

IE21 EYEWASH STATION, REFER TO PLUMBING PLANS

IE22 WALL MUST REMAIN CLEAR OF ALL NON-EGRESS OR TRAINING
EQUIPMENT

IE24 TIE-OFF ANCHOR AT CMU HEAD OF OPENING, REFER TO STRUCTURAL

IE25 RECESSED LADDER TIE-OFF ATTACHMENT (INTERIOR). SEE SHEET
A603 FOR LOCATION.REFER TO STRUCTURAL

IE26 PLASTIC LAMINATE COUNTERTOP WITH 4" BACKSPLASH

IE27 PLASTIC LAMINATE COUNTERTOP WITHOUT 4" BACKSPLASH

IE32 RECESS TIE-OFF ATTACHMENT (INTERIOR). SEE SHEET A604 FOR
LOCATION .REFER TO STRUCTURAL

IE34 (30) 18" x 18"x 24" METAL LOCKERS, REFER TO SPECIFICATIONS

IE35 EXTRACTOR EQUIPMENT PAD, REFER TO STRUCTURAL AND
PLUMBING FOR REQUIRMENTS

IE36 SURFACE MOUNTED TIE-OFF ATTACHMENT (INTERIOR). SEE SHEET
A604 FOR LOCATION .REFER TO STRUCTURAL

IE41 REMOVABLE GUARD RAIL SECTION. REFER TO ELEVATION 13/A501
AND DETAIL 12/A501

IE47 BLOCKING FOR MAP DISPLAY

IE49 DRINKING WATER FOUNTAIN

IE51 4'-0" X 8'-0" FRAMELESS MIRROR PANEL

IE53 TA-1 COVE BASE

IE54 WALL TO BE PAINTED PX

IE57 WALL TO BE PT-3 RUNNING BOND

IE59 WALL TO BE PT-1 RUNNING BOND

IE60 TA-2 FLAT PROFILE EDGE PROTECTION

IE67 TIE-OFF ANCHOR ATTATCHED TO BEAM. REFER TO STRUCTURAL

KEYED FIXTURE NOTES

ITEM DESCRIPTION SUPPLIED BY INSTALLED BY

A GRAB BARS - 36" LONG BEHIND TOILET AND 42" LONG BESIDE
TOILET, MOUNTED AT 34" A.F.F. TO CENTER OF GRAB BARS.
PROVIDE 18" VERTICAL GRAB BAR PER THE STANDARD
MOUNTING HEIGHT DETAILS

CONTRACTOR CONTRACTOR

C 24" x 36" MIRROR, MOUNTED AT 3'-4" TO BOTTOM OF
REFLECTING SURFACE

CONTRACTOR CONTRACTOR

D SOAP DISPENSER, WALL MOUNTED CONTRACTOR CONTRACTOR

G WALL MOUNTED PAPER TOWEL DISPENSER WITH TRASH CONTRACTOR CONTRACTOR

H ROBE/TOWEL HOOKS, INSTALLED AT 4'-0" HEIGHT IN ADA
TOILETS AND 5'-0" IN NON-ADA TOILETS

CONTRACTOR CONTRACTOR

SCALE:  1/4" = 1'-0"17
144 - APPARATUS BAY

SCALE:  1/4" = 1'-0"
16

144 - APPARATUS BAY

SCALE:  1/4" = 1'-0"
1

132 -STAIR TRAINING TOWER

SCALE:  1/8" = 1'-0"9
138 - EXERCISE ROOM

SCALE:  1/8" = 1'-0"10
138 - EXERCISE ROOM

SCALE:  1/8" = 1'-0"11
138 - EXERCISE ROOM

SCALE:  1/4" = 1'-0"
5

135 - DECON TOILET (TYP)



GENERAL INTERIOR ELEVATION NOTES

1. ALL CASEWORK TO BE PLASTIC LAMINATE, UNO, PLASTIC LAMINATE  
UPPER/LOWER OR TALL CASEWORK WITH ADJUSTABLE SHELVES 
AND/OR DRAWERS AND 3mm PVC EDGING. PLASTIC LAMINATE FINISH 
ALL EXPOSED ENDS, TYPICAL.

2. PROVIDE FINISHED ENDS ON ALL EXPOSED SURFACES OF CASEWORK.
3. FOR LOWER CABINETS WIDER THAN 3'-0". PROVIDE MID-SUPPORT FOR 

INTERIOR SHELVING UNITS.
4. REFER TO FINISH SCHEDULE AND MATERIALS LEGEND FOR ALL 

MANUFACTURERS / PATTERN - COLORS.
5. PROVIDE BLOCKING FOR ALL OWNER PROVIDED TVS.
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STATION
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INTERIOR EQUIPMENT KEYNOTES

ROOM NUMBER ROOM NAME EQ. NUMBER NEW (N)/ EXISTING (E) MFG. & MODEL NO. DESCRIPTION INSTALLED BY SUPPLIED BY

144 APPARATUS BAY 144.01 HOSE CART OWNER OWNER

144 APPARATUS BAY 144.03 FLOOR SCRUBBER OWNER OWNER

144 APPARATUS BAY 144.05 OIL CAN CART OWNER OWNER

145 WORK SHOP 145.01 FIRE SAFETY CABINET OWNER OWNER

145 WORK SHOP 145.02 TOOL BOX OWNER OWNER

INTERIOR ELEVATION KEYNOTES

NUMBER DESCRIPTION

IE01 FILLER, AS REQUIRED

IE05 METAL UPPER AND/ OR LOWER CABINETS, SEE SPECIFICATIONS. ALL
LOWER CABINETS TO BE 30" DEEP

IE07 SINK, BY PLUMBING CONTRACTOR

IE08 FINISHED END, MATCH ADJACENT PRODUCT INSTALLATION

IE09 NON-INTRUSIVE SUPPORT BRACKET, SEE DETAIL 10/A801

IE10 PEG BOARD

IE11 BUTCHER BLOCK COUNTERTOP WITHOUT BACKSPLASH

IE24 TIE-OFF ANCHOR AT CMU HEAD OF OPENING, REFER TO STRUCTURAL

IE30 HOIST BEAM , REFER TO STRUCTURAL AND SPEC

IE32 RECESS TIE-OFF ATTACHMENT (INTERIOR). SEE SHEET A604 FOR
LOCATION .REFER TO STRUCTURAL

IE36 SURFACE MOUNTED TIE-OFF ATTACHMENT (INTERIOR). SEE SHEET
A604 FOR LOCATION .REFER TO STRUCTURAL

IE41 REMOVABLE GUARD RAIL SECTION. REFER TO ELEVATION 13/A501
AND DETAIL 12/A501

IE50 (6) MOP HANGERS. SEE SPECIFICATIONS

IE61 12" DEEP SHROUD FOR MANIFOLD PROTECTION. REFER TO
MECHANICAL DRAWINGS

IE62 PIPE BOLLARD, SEE DETAIL 4/A302

IE64 STAIR RAILING . REFER TO DETAIL X/A502

IE65 MEZZANINE  RAILING . REFER TO DETAIL 12/A501

IE66 6" RAISED CONCRETE SLAB FOR CANE DETECTION

SCALE:  1/4" = 1'-0"
3

145 - WORKSHOP
SCALE:  1/4" = 1'-0"

4
145 - WORKSHOP

SCALE:  1/4" = 1'-0"
5

201 - MEZZANINE SCALE:  1/4" = 1'-0"
6

201 - MEZZANINE

SCALE:  1/4" = 1'-0"
1

144 - APPARATUS BAY
SCALE:  1/4" = 1'-0"

2
144 - APPARATUS BAY
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A701

(TYP)

ACOUSTICAL CEILING PANEL AND SUSPENDED 
GRID, ACT1

EXPOSED STRUCTURE (PAINTED)

TILE, REFER TO MATERIALS LEGEND

SUPPLY AND RETURN/TRANSFER, 
SEE MECHANICAL FOR TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

RECESSED CAN FIXTURE, SEE ELECTRICAL FOR 
TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

PRE-FINISHED METAL SOFFIT

ACOUSTICAL CEILING PANEL AND SUSPENDED 
GRID, ACT2

METAL LINEAR PANEL

GYPSUM BOARD

REFLECTED CEILING PLAN LEGEND

MDC CEILING PANEL AND SUSPENDED GRID, 
ACT3

CEILING MOUNTED EXIT SIGN

OPEN CELL FOUR SQUARE CEILING DROP PANEL 

GENERAL REFLECTED CEILING 
PLAN NOTES

1. ACOUSTIC CEILING HEIGHT TO BE 9'-0" AFF, UNO

2. COORDINATE AND VERIFY ALL TRANSFER GRILL AND DIFFUSER 
LOCATIONS AND QUANTITIES WITH MECHANICAL PLANS. CENTER 
TRANSFER GRILLS IN CEILING TILES

3. ALL WALLS TO BE EXTENDED TO THE UNDERSIDE OF THE ROOF DECK 
UNLESS NOTED OTHERWISE.

4. ALL TRADES ARE TO HAVE A PREINSTALLATION MEETING AND TO 
COORDINATE PRIOR TO COMMENCING WORK IN AREAS WITH 
EXPOSED CEILINGS TO ENSURE THERE ARE NO CONFLICTS WITH 
OTEHR EQUIPMENT/FIXTURES

5/8" GYP BD OVER
MTL STUDS
AT 16" O.C.  
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CEILING

SEE PLAN

2
"

M
IN

IM
U

M
4
"

M
IN

IM
U

M
4
"

5/8" GYP BD OVER
3-5/8" MTL STUDS
AT 16" O.C.  

CEILING

SEE PLAN

CEILING

SEE PLAN 2
"

M
IN

IM
U

M
4
"

M
IN

IM
U

M
4
"

2
"

5/8" GYP BD OVER
MTL STUDS
AT 16" O.C.  

CEILING

SEE PLAN

M
IN

IM
U

M
4
"

CEILING

SEE PLAN

M
A

X

4"

M
A

X

4"

1' - 3"

CEILING

SEE PLAN

CEILING

SEE PLAN

CEILING

SEE PLAN

5/8" GYP BD OVER
MTL STUDS
AT 16" O.C.  

NOTE:
THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, 

AS AN INSTRUMENT OF PROFESSIONAL SERVICE, IS THE PROPERTY OF THE 
ARCHITECT AND ENGINEER AND IS NOT TO BE USED IN WHOLE OR IN PART, 
FOR ANY OTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF THE 
ARCHITECT AND ENGINEER. UNAUTHORIZED ALTERATION OR ADDITION TO  

ANY SURVEY DRAWING, DESIGN, SPECIFICATION, PLAN OR REPORT IS 
PROHIBITED IN ACCORDANCE WITH STATE LAW, CODE AND RULES.

Wendel WD Architecture, Engineering, Surveying and 
Landscape Architecture, P.C

204 E. Grand Avenue, Suite 200
Eau Claire, WI 54701

www.wendelcompanies.com
p:716.688.0766    tf:877.293.6335

N O T   F O R
C O N S T R U C T I O N

PROGRESS 
PRINT

0 1" 2"
GENERIC SCALE BAR

SCALE BAR SHOWN IS TWO INCHES ON THE ORIGINAL DRAWING.
IF NOT TWO INCHES ON THIS SHEET, ADJUST ACCORDINGLY

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NO. REVISIONS DATE

As indicated

FIRST FLOOR REFLECTED
CEILING PLAN

A701

04/30/25

AKJ

616501

KSG

04/30/25

UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
STATION

CONSTRUCTION DOCUMENTS

SCALE:  1/8" = 1'-0"1
FIRST FLOOR REFLECTED CEILING PLAN TRUE NORTH

PLAN
NORTH

REFLECTED CEILING PLAN KEYNOTES

NUMBER DESCRIPTION

RC01 CEILING BULKHEAD, SEE DETAIL 2/A701

RCxx

SCALE:  1 1/2" = 1'-0"2
BULKHEAD DETAIL

SCALE:  1 1/2" = 1'-0"3
BULKHEAD DETAIL

SCALE:  1 1/2" = 1'-0"4
SOFFIT DETAIL

SCALE:  1 1/2" = 1'-0"5
CEILING DETAIL



201

203

132

22' - 4"

22' - 0"

101

ACOUSTICAL CEILING PANEL AND SUSPENDED 
GRID, ACT1

EXPOSED STRUCTURE (PAINTED)

TILE, REFER TO MATERIALS LEGEND

SUPPLY AND RETURN/TRANSFER, 
SEE MECHANICAL FOR TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

RECESSED CAN FIXTURE, SEE ELECTRICAL FOR 
TYPE

LIGHT FIXTURE, SEE ELECTRICAL FOR TYPE

PRE-FINISHED METAL SOFFIT

ACOUSTICAL CEILING PANEL AND SUSPENDED 
GRID, ACT2

METAL LINEAR PANEL

GYPSUM BOARD

REFLECTED CEILING PLAN LEGEND

MDC CEILING PANEL AND SUSPENDED GRID, 
ACT3

CEILING MOUNTED EXIT SIGN

OPEN CELL FOUR SQUARE CEILING DROP PANEL 

GENERAL REFLECTED CEILING 
PLAN NOTES

1. ACOUSTIC CEILING HEIGHT TO BE 9'-0" AFF, UNO

2. COORDINATE AND VERIFY ALL TRANSFER GRILL AND DIFFUSER 
LOCATIONS AND QUANTITIES WITH MECHANICAL PLANS. CENTER 
TRANSFER GRILLS IN CEILING TILES

3. ALL WALLS TO BE EXTENDED TO THE UNDERSIDE OF THE ROOF DECK 
UNLESS NOTED OTHERWISE.

4. ALL TRADES ARE TO HAVE A PREINSTALLATION MEETING AND TO 
COORDINATE PRIOR TO COMMENCING WORK IN AREAS WITH 
EXPOSED CEILINGS TO ENSURE THERE ARE NO CONFLICTS WITH 
OTEHR EQUIPMENT/FIXTURES

BULKHEAD

7' - 0" A.F.F.

M
IN4
"

1/2" PLYWOOD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

5/8" GYP BD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

1' - 1" 1' - 4"

ACT

SEE PLAN

REFER TO FLOOR PLAN
FOR WALL TYPE

BULKHEAD

SEE PLAN

1/2" PLYWOOD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

5/8" GYP BD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

ACT

SEE PLAN

M
IN4
"

REFER TO FLOOR PLAN
FOR WALL TYPE

NOTE:
THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, 

AS AN INSTRUMENT OF PROFESSIONAL SERVICE, IS THE PROPERTY OF THE 
ARCHITECT AND ENGINEER AND IS NOT TO BE USED IN WHOLE OR IN PART, 
FOR ANY OTHER PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF THE 
ARCHITECT AND ENGINEER. UNAUTHORIZED ALTERATION OR ADDITION TO  

ANY SURVEY DRAWING, DESIGN, SPECIFICATION, PLAN OR REPORT IS 
PROHIBITED IN ACCORDANCE WITH STATE LAW, CODE AND RULES.

Wendel WD Architecture, Engineering, Surveying and 
Landscape Architecture, P.C

204 E. Grand Avenue, Suite 200
Eau Claire, WI 54701

www.wendelcompanies.com
p:716.688.0766    tf:877.293.6335

N O T   F O R
C O N S T R U C T I O N

PROGRESS 
PRINT

0 1" 2"
GENERIC SCALE BAR

SCALE BAR SHOWN IS TWO INCHES ON THE ORIGINAL DRAWING.
IF NOT TWO INCHES ON THIS SHEET, ADJUST ACCORDINGLY

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NO. REVISIONS DATE

As indicated

MEZZANINE REFLECTED
CEILING PLAN
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SCALE:  1/8" = 1'-0"1
MEZZANINE REFLECTED CEILING PLAN TRUE NORTH

PLAN
NORTH

REFLECTED CEILING PLAN KEYNOTES

NUMBER DESCRIPTION

RC01 CEILING BULKHEAD, SEE DETAIL 2/A701

SCALE:  1" = 1'-0"2
SOFFIT DETAIL

SCALE:  1" = 1'-0"3
SOFFIT DETAIL



PRE MOLDED RUBBER EXPANSION 
JOINT

3/8" JOINT WITH BACKER ROD AND 
SEALANT

INTERRUPT JOINT REINFORCING AT 
CONTROL JOINT

3/8" JOINT WITH BACKER ROD 
AND SEALANT

INTERRUPT JOINT REINFORCING AT 
CONTROL JOINT

WALL CONSTRUCTION, 
SEE PLAN

EXPANSION JOINT

GYP BD WITH JOINT 
COMPOUND

BRICK / STONE

3/8" JOINT WITH BACKER ROD 
AND SEALANT
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HARD FLOORING

SEALANT

CONCRETE CONTROL JOINT

CONCRETE SUB FLOOR OVER 
COMPACTED SAND FILL

27
" 

M
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.

2'
 -

 1
0"

SEE FLOOR PLAN FOR WALL 
CONSTRUCTION

SOLID SURFACE 
COUNTERTOP WITH 
BACKSPLASH AND INTEGRAL 
SINK. COORDINATE FAUCET 
HOLE SPACING WITH 
PLUMBING CONTRACTOR 

3" HIGH, SOLID SURFACE 
APRON, RETURN TO WALL

NON-INTRUSIVE METAL 
SUPPORT BRACKETS AT 3'-0" 
O.C. MIN.

PROVIDE PIPE PROTECTION

METAL LOCKERS

WOOD BLOCKING INTO 
CONCRETE BASE

CONCRETE BASE 

FINISH FLOOR, TURN 
UP CONCRETE BASE

1"

4"

-
6
' -

0
"

SLOPED METAL 
LOCKER CAP

TILE, HOLD A HIGH POINT ON 
THE TOILET ROOM SIDE OF 
THE OPENING

TILE

SLOPE TO DRAIN

RECESSED CONCRETE SHOWER 
SLAB, SEE STRUCTURAL 
DRAWINGS; COORDINATE DEPTH 
WITH TILE INSTALLER

TILE MUD BED, BY TILE 
INSTALLER

CONCRETE SLAB ON GRADE CONDITION

SLAB ON GRADE, REFER 
TO STRUCTURAL

TILE/SHOWER 
TRANSITION PIECE, TA-3,
SEE MATERIALS LEGEND

SHOWER CURTAIN, SEE 
SPECIFICATIONS. 

INSTALL FASTENERS 
FROM BOTTOM

1-1/2" PVC BOARD

15" x 21" ALUMINUM 
BRACKETS, 3 MIN.

EXPANSION ANCHORS, 
PROVIDE
WOOD BACKING

  1' - 10 5/8"

1'
 -

 7
"

FLOOR TILE, REFER TO MATERIALS 
LEGEND 

SEALANT 

REFER TO PLAN FOR WALL TYPE

WATERPROOF MEMBRANE

WALL TILE, REFER TO 
MATERIALS LEGEND

SEALANT 

CEILING TILE, REFER TO 
MATERIALS LEGEND

WATERPROOF MEMBRANE

5/8" CEMENT BOARD ON 3 
5/8" METAL STUDS

12"

2"

RECESSED CONCRETE SHOWER SLAB, 
COORDINATE DEPTH WITH TILE 
INSTALLER. REFER TO STRUCTURAL FOR 
FLOOR SYSTEM

SLOPE FLOOR

DRAIN WITH CLAMP RING - REFER TO 
PLUMBING DRAWINGS

WATERPROOF 
SEALANT EDGE

DRAIN HOUSING

PEA GRAVEL MIXTURE - PROTECTS WEEPS

SLOPED GROUT BED

LATEX MODIFIED THIN-SET (ABOVE AND 
BELOW WATERPROOF MEMBRANE) ACROSS 
ENTIRE SHOWER FLOOR AREA

TILE MUD BED, BY TILE INSTALLER
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1' - 3"

3/4" PLYWOOD 

3 5/8" METAL STUDS
AT 16" O.C.

LIGHT FIXTURES ON 2x
BLOCKING, REFER TO 
ELECTRICAL PLANS  

WALL PANEL TRIM 

SLIDING DOOR TRACK
ASSEMBLY 

3/4"  WALNUT 
WOOD VENEER, TYPICAL
ENTIRE PERIMETER 

ADJUSTABLE GLASS 
SHELVES WITH RECESSED 
STANDARDS ATTACHED TO 
PLYWOOD VENEER

LOCKABLE SLIDING
GLASS DOORS SET IN 
ALUMINIUM FRAME

ALUMINIUM TRACK

1x3 WOOD TRIM

1x4 WOOD TRIM

METAL STUD
HEADER, REFER 
TO STRUCTURE

3 5/8" METAL STUD 
FRAMING @ 16"O.C. 
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2
"

3
 1

/2
"6 

S

6 
S

6 
S

6 
S

4 
S

1 X 4 WOOD TRIM

3/4" PLYWOOD 

2 1/2" METAL STUDS
AT 16" O.C.

FRAME OPENING THROUGH
METAL STUD WALL AS REQUIRED

1x4 WOOD TRIM

1x4 WOOD TRIM

ADJUSTABLE SHELF, 3/4" WHITE
MELAMINE WITH PVC EDGE BAND

LAMINATED 3/4" DOOR WITH 3mm
PVC EDGE BAND BOTH SIDES

WIRE PULL HANDLES

HINGE (125 SELF-CLOSING FULL
OVERLAY)

DRAWERS

PROVIDE LOCKS ON ALL
INDIVIDUAL LOCKERS

STAINLESS STEEL COAT ROD,
COORDINATE HEIGHT WITH OWNER
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S
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.

6 
S

3 5/8" STUD 
AT 16" O.C. 

GYP BD 

OPENING

8"

4
"

COILING 
DOOR TRACK

GYP BD 

REFER TO CEILING PLAN 
FOR CEILING HEIGHT

COILING DOOR WITH 
HOOD

COILING  COUNTER 
DOOR

HEAD DETAIL

JAMB DETAIL

COILING COUNTER 
DOOR TRACK

COILING COUNTER 
DOOR

SEE PLAN FOR WALL 
TYPE
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SCALE:  1 1/2" = 1'-0"1
BRICK/CMU CONTROL JOINT

SCALE:  3" = 1'-0"2
GYP BD CONTROL JOINT

SCALE:  1 1/2" = 1'-0"3
MOVEMENT JOINT

SCALE:  3" = 1'-0"4
TYPICAL HARDFLOOR CONTROL JOINT

SCALE:  1 1/2" = 1'-0"5
COUNTERTOP W/ SINK

SCALE:  1" = 1'-0"6
DECON LOCKER SECTION

SCALE:  1 1/2" = 1'-0"7
SHOWER FLOOR TRANSITION

SCALE:  1" = 1'-0"8
WALL MOUNTED BENCH

SCALE:  1 1/2" = 1'-0"11
DECON SHOWER DETAIL

SCALE:  1" = 1'-0"10
DISPLAY SECTION DETAIL

SCALE:  1 1/2" = 1'-0"9
VESTIBULE LEDGE DETAIL

SCALE:  1" = 1'-0"12
DORM ROOM LOCKERS

SCALE:  1" = 1'-0"13
COILING DOOR DETAIL



BASE, SEE 
MATERIALS LEGENDS

1 x WOOD RISER,
REFER TO MATERIALS
LEGEND FOR FINISH

RTR1

2 x 6 FIRE TREATED 
WOOD LUMBER AT 16"
O.C., BLOCK ALL EDGES

FIRE TREATED 3/4" 
PLYWOOD T&G 
PLYWOOD, GLUE AND 
SCREW TO FRAMING

FLOORI FINISH SEE 
SHEET I101

FLOORI FINISH SEE 
SHEET I101

LAMINATE COUNTERTOP

3 5/8" MTL STUDS AT 16" O.C.

LAMINATE
BASE CABINET

1/2" PLYWOOD BOTH SIDES.

7' - 6"

SEE PLAN

5/8" GYP BD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

REFER TO FLOOR PLAN
FOR WALL TYPE

7"

7' - 6"

SEE PLAN

5/8" GYP BD OVER 3 5/8" 
MTL STUDS AT 16" O.C.

REFER TO FLOOR PLAN
FOR WALL TYPE

7"

HEAVY DUTY BRACKETS, 
SEE ELEVATION

4 
S

 1
/2

. FRAME OPENING THROUGH
METAL STUD WALL AS REQUIRED

1x4 WOOD TRIM

1x4 WOOD TRIM

ADJUSTABLE SHELF, 3/4" WHITE
MELAMINE WITH PVC EDGE BAND

LAMINATED 3/4" DOOR WITH 3mm
PVC EDGE BAND BOTH SIDES

HINGE (125 SELF-CLOSING FULL
OVERLAY)

DRAWERS

STAINLESS STEEL COAT ROD,
COORDINATE HEIGHT WITH OWNER

WIRE PULL HANDLES

QUARTZ 
COUNTER TOP

NON-INTRUSIVE 
METAL SUPPORT 
BRACKETS AT 
3'-0" O.C. MIN.

WD-2 WOOD 
FINISH  SOLID 
SURFACE 
APRON AND 
PANEL.

PLYWOOD 
FINSIH 

4' - 10"

COILING 
OVERHEAD DOOR 

QUARTZ
COUNTERTOP

2
' -
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0
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2
' -
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0
"

NON - INTRUSIVE METAL 
BRACKET 

VIEW FLOOR PLAN FOR 
WALL TYPE

REFER TO ELEVATION 
FOR CASEWORK LOCATION 

NON-INTRUSIVE METAL 
SUPPORT BRACKET AT 
SPACING INDICATED ON 
INTERIOR ELEVATIONS

PLASTIC LAMINATE 
COUNTERTOP WITH 
RADIUSED EDGE

2'
 - 

6"

2' - 1"
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SCALE:  1 1/2" = 1'-0"1
DAYROOM PLATFORM DETAIL

SCALE:  1" = 1'-0"2
WORK AREA ISLAND

SCALE:  1" = 1'-0"3
KITCHEN DETAIL

SCALE:  1" = 1'-0"4
KITCHEN DETAIL

SCALE:  1" = 1'-0"8
LOCKER DETAIL

SCALE:  1" = 1'-0"5
ADA KITCHEN COUNTER

SCALE:  1" = 1'-0"6
SERVING COUNTER DETAIL

SCALE:  1" = 1'-0"7
COUNTER TOP SECTION1



GLAZING LEGEND

1/4" SINGLE VISION GLAZING, CLEAR VISIONG1

G2 1/4" SINGLE VISION GLAZING, CLEAR VISION SAFETY

G3 1" INSULATING GLASS UNIT, CLEAR VISION

G4 1" INSULATING GLASS UNIT, CLEAR VISION SAFETY

G5 1/4" SINGLE VISION GLAZING, SAFETY CLEAR VISION, 
20 MIN. RATED

G6 1" INSULATING GLASS UNIT , CLEAR VISION SAFETY, 
45 MIN RATED

OPENING SCHEDULE NOTES 

1

2

KEYPAD TO BE INSTALLED

3

ADA DOOR OPERATORS TO BE INSTALLED 

4 ROOF ACCESS DOOR

5 INSTALL DOOR GRILL, SEE MECH. PLANS FOR SIZES

6 PROVIDE 180 DEGREE DOOR SWING

7

8 LOCATE DOOR HANDLE 12" FROM BOTTOM OF DOOR

DOOR TYPE B, CLEAR GLASS WITH FROSTED SHIELD PATCH

DOOR IS SHOWN ON THE STAIR PLAN, SEE SHEET A501

9 DOOR TO HAVE AUTOMATIC CLOSING DEVICE
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DOOR SCHEDULE

DOOR NO.

PANEL FRAME DETAILS HARDWARE
GROUP

FIRE
RATING NOTESTYPE MATERIAL WIDTH HEIGHT GLAZING TYPE MATERIAL HEAD JAMB SILL

- 11' - 3 1/32" 6' - 9"

101-1 B ALUM 6' - 0" 7' - 8" F1 ALUM 1,2

102-1 B ALUM 6' - 0" 7' - 11" F7 ALUM 1,2

102-2 B ALUM 7' - 0" 7' - 8" F2 ALUM

103-1 B WD 6' - 0" 7' - 0" F7 HM 3

103-2 C HM 3' - 0" 7' - 0" F3 HM 2

104-1 A WD 6' - 0" 7' - 0" F4 HM 6

105-1 A WD 3' - 0" 7' - 0" F4 HM 2

106-1 A WD 3' - 0" 7' - 0" F4 HM 2

107-1 A WD 3' - 0" 7' - 0" F4 HM

108-1 B WD 3' - 0" 7' - 0" F4 HM 1,3

109-1 B WD 3' - 0" 7' - 0" F6 HM 1,3

110-1 B WD 3' - 0" 7' - 0" F6 HM 1,3

111-1 B WD 3' - 0" 7' - 0" F6 HM 1,3

112-1 B WD 3' - 0" 7' - 0" F6 HM 1,3

113-1 A WD 3' - 0" 7' - 0" F8 HM

114-1 C WD 3' - 0" 7' - 0" F4 HM

114-2 C HM 3' - 0" 7' - 0" F6 HM 1

115A-1 A WD 2' - 8" 7' - 0" F4 HM

116-1 A WD 6' - 0" 7' - 0" F4 HM 1,6

118-1 A WD 3' - 0" 7' - 0" F4 HM 1

119-1 A WD 3' - 0" 7' - 0" F4 HM

120-1 A WD 3' - 0" 7' - 0" F4 HM

120-2 C WD 3' - 0" 7' - 0" G5 F4 HM 20 MIN 3

121-1 D WD 3' - 0" 7' - 0" F4 HM

121-2 C WD 3' - 0" 7' - 0" G5 F4 HM 20 MIN

121-3 E MTL 4' - 0" 7' - 8" - -

122-1 B HM 3' - 0" 7' - 0" F3 HM 1,3

123-1 C WD 3' - 0" 7' - 0" G5 F4 HM 20 MIN

124-1 A WD 3' - 0" 7' - 0" F4 WD

125-1 A WD 3' - 0" 7' - 0" F4 WD

126-1 A WD 3' - 0" 7' - 0" F4 WD

127-1 A WD 3' - 0" 7' - 0" F4 WD

128-1 A WD 3' - 0" 7' - 0" F4 WD

129-1 A WD 3' - 0" 7' - 0" F4 WD

130-1 A WD 3' - 0" 7' - 0" F4 WD

131-1 B HM 3' - 0" 7' - 0" F3 HM 1,3

131-2 C HM 3' - 0" 7' - 0" G5 F5 HM 20 MIN 1

132-1 F MTL 4' - 0" 7' - 0" - - 45 MIN 9

132-2 A HM 3' - 0" 7' - 0" F3 HM 45 MIN

132-3 A HM 3' - 4" 4' - 8" F3A HM 6,7,8

132-4 A HM 3' - 4" 4' - 8" F3A HM 6,7,8

132-5 A HM 3' - 0" 7' - 0" F3 HM 7

132-6 A HM 3' - 0" 7' - 0" F5 HM 45 MIN 1

132-7 A HM 3' - 0" 7' - 0" F3 HM 45 MIN 4,7

132-8 A WD 3' - 0" 7' - 0" F4 HM

133-1 C HM 3' - 0" 7' - 0" G5 F6 HM 20 MIN

135-1 A HM 3' - 0" 7' - 0" F6 ALUM

136-1 A HM 3' - 0" 7' - 0" F6 ALUM

137-1 A HM 3' - 0" 7' - 0" F6 ALUM

138-1 C WD 3' - 0" 7' - 0" F4 HM

138-2 C HM 3' - 0" 7' - 0" F5 HM

138-3 C HM 3' - 0" 7' - 0" F6 HM 1

138-4 F OHD 8' - 0" 10' - 0" - -

139-1 C HM 3' - 0" 7' - 0" F6 HM 5

140-1 C HM 3' - 0" 7' - 0" F5 HM

140-2 C HM 3' - 0" 7' - 0" G5 F6 HM 20 MIN

140-3 C HM 3' - 0" 7' - 0" F6 HM 1,5

141-1 C HM 3' - 0" 7' - 0" F6 HM 1,5

142-1 C HM 3' - 4" 7' - 0" F6 HM 5

143-1 A HM 3' - 0" 7' - 0" F6 HM 1,6

144-1 H FFD 14' - 0" 14' - 0" - -

144-2 H FFD 14' - 0" 14' - 0" - -

144-3 H FFD 14' - 0" 14' - 0" - -

144-4 H FFD 14' - 0" 14' - 0" - -

144-5 H FFD 14' - 0" 14' - 0" - -

144-6 C HM 3' - 0" 7' - 0" F3 HM 1

144-7 H FFD 14' - 0" 14' - 0" - -

144-8 H FFD 14' - 0" 14' - 0" - -

144-9 H FFD 14' - 0" 14' - 0" - -

144-10 H FFD 14' - 0" 14' - 0" - -

144-11 H FFD 14' - 0" 14' - 0" - -

144-12 H FFD 14' - 0" 14' - 0" - -

146-1 A HM 6' - 0" 7' - 0" F5 HM

147-1 C HM 3' - 4" 7' - 0" HM

147-2 C HM 3' - 0" 7' - 0" F3 HM 1

147-3 G MTL 10' - 0" 9' - 4" - -

201-1 A HM 3' - 4" 4' - 4" F3A HM 6

202-1 A HM 6' - 0" 7' - 0" F5 HM

202-2 A HM 3' - 0" 7' - 0" F5 HM

202-4 3' - 0" 7' - 0"

203-1 A HM 3' - 4" 7' - 0" HM

EXTERIOR DOOR FRAME TYPES:
2x6 ALUMINUM-FRAMED STOREFRONT

EXTERIOR DOOR FRAME TYPES:
HOLLOW METAL 

INTERIOR DOOR FRAME TYPES:
2x4.5 ALUMINUM-FRAMED STOREFRONT

INTERIOR DOOR FRAME TYPES:
HOLLOW METAL

DOOR TYPES:

4' - 0"
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G2 1/4" SINGLE VISION GLAZING, CLEAR VISION SAFETY

G3 1" INSULATING GLASS UNIT, CLEAR VISION

G4 1" INSULATING GLASS UNIT, CLEAR VISION SAFETY

G5 1/4" SINGLE VISION GLAZING, SAFETY CLEAR VISION, 
20 MIN. RATED

G6 1" INSULATING GLASS UNIT , CLEAR VISION SAFETY, 
45 MIN RATED
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EXTERIOR ALUMINUM WINDOW TYPES: 2x6 ALUMINUM-FRAMED STOREFRONTS 

INTERIOR WINDOW TYPES: HOLLOW METAL FRAMES



1/4"/FT 
SLOPE 

3"   6"

VOID

CONCRETE STOOP

DOOR

FRAME BEYOND

WALL BEYOND

FILL, REFER TO STRUCT 

THRESHOLD, FLUSH WITH 
FLOOR SET IN SEALANT

1 1/2" RIGID INSUL W/ 2x 
PRESSURE TREATED WD 
NAILERS AT 24" O.C.. 
MATCH LOCATION OF 
JAMB BLOCKING

2" BELOW GRADE RIGID 
INSULATION

CONC FOUNDATION WALL,
REFER TO STRUCT

1"

STONE MASONRY VENEER, 
SEE ELEVATION

CLOSED CELL SPRAY 
FOAM INSULATION

CMU BOND BEAM, SEE 
STRUCTURAL

CONT FLASHING W/ SST 
DRIP EDGE

FULLY ADHERED 
FLEXIBLE FLASHING

STEEL ANGLE, SEE 
STRUCTURAL

HM DOOR FRAME, FILL W/ 
SPRAY FOAM INSUL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

WEEP (VENT) AT 24" O.C.

2x WOOD BLOCKING

MORTAR DIVERTER

CONCRETE SLAB

CONCRETE 
FOUNDATION WALL

1/4" /FT SLOPE

METAL ANGLE CAST INTO 
FLOOR AT OH DOOR SILL, 
REFER TO STRUCTURAL

CONC SLAB OVER VAPOR 
BARRIER OVER COMPACTED 
STRUCT FILL, REFER TO 
STRUCT FOR THICKNESS

REFER TO MECHANICAL PLANS 
FOR IN-FLOOR HEAT 
LOCATIONS /REQUIREMENTS
AND WALL SECTIONS FOR 
INSULATION

FOUR FOLD

1/2" EXPANSION JOINT 
MATERIAL AND SEALANT

FILL & RIGID INSUL; 
REF. STRUCT DWGS

LENGTH: SHALL BE FLUSH 
WITH CONCRETE SLAB, FIELD 
VERIFY WITH FINAL APRON 
PLACEMENT 

1/4" METAL PLATE 
INSTALLED AROUND 
OVERHEAD DOOR OPENING 

1/2"1' - 7 1/2"

6"

WEATHER 
STRIPPING AROUND 

PERIMETER

1/4" METAL PLATE INSTALLED 
AROUND OVERHEAD DOOR 
OPENING. 
ANCHORING:  ANCHOR TO CMU WITH 
SIMPSON TITAN HD HEX HEAD 
ANCHOR 3/8" x 3" ZINC PLATED, OR 
EQUAL @ 16" O.C. 
WELD: REFER TO STRUCTURAL.

CMU BOND BEAM, 
REFER TO 

STRUCTURAL

CAST STONE, 
SEE ELEVATION 

STEEL LINTEL, REFER TO 
STRUCTURAL

WEEP (VENT) AT 24" O.C.

CONTINUOUS FLASHING

SEALANT

BRICK, SEE EXTERIOR 
ELEVATIONS

CLOSED CELL SPRAY 
FOAM INSUL

MORTAR DIVERTER

1' - 7" AT EXT WALL TYPE B M12A

1/2"

1' - 7 1/2"

BRICK, SEE ELEVATION

2x WOOD BLOCKING

FULLY ADHERED 
FLEXIBLE FLASHING

CMU,GROUT SOLID, 
REFER TO STRUCT

1/4" METAL PLATE INSTALLED 
AROUND OVERHEAD DOOR 
OPENING. 
ANCHORING:  ANCHOR TO CMU 
AND WOOD BLOCKING WITH 
SIMPSON TITAN HD HEX HEAD 
ANCHOR 3/8" x 3" ZINC PLATED, 
OR EQUAL @ 16" O.C.

CLOSED CELL SPRAY 
FOAM INSULATION

8 1/2"

BRICK, SEE ELEVATION

2 1/2" RIGID POLYISO 
INSULATION (R - 15.8)

CMU

HM DOOR FRAME, FILL W/ 
SPRAY FOAM INSUL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

2x WOOD BLOCKING

FULLY ADHERED 
FLEXIBLE FLASHING

3"

STONE MASONRY VENEER, 
SEE ELEVATION

2 1/2" RIGID POLYISO 
INSULATION (R - 15.8)

CMU

HM DOOR FRAME, FILL W/ 
SPRAY FOAM INSUL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

2x WOOD BLOCKING

FULLY ADHERED 
FLEXIBLE FLASHING

3"

BRICK, SEE ELEVATION

CLOSED CELL SPRAY 
FOAM INSULATION

CMU BOND BEAM, SEE 
STRUCTURAL

CONT FLASHING W/ SST 
DRIP EDGE

FULLY ADHERED 
FLEXIBLE FLASHING

STEEL ANGLE, SEE 
STRUCTURAL

HM DOOR FRAME, FILL W/ 
SPRAY FOAM INSUL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

WEEP (VENT) AT 24" O.C.

2x WOOD BLOCKING

MORTAR DIVERTER

3"   6"

DOOR

FRAME BEYOND

WALL BEYOND

THRESHOLD, FLUSH WITH 
FLOOR SET IN SEALANT

1 1/2" RIGID INSUL W/ 2x 
PRESSURE TREATED WD 
NAILERS AT 24" O.C.. 
MATCH LOCATION OF 
JAMB BLOCKING

2" BELOW GRADE RIGID 
INSULATION

CONC FOUNDATION WALL,
REFER TO STRUCT

OVERHEAD 
DOOR

WEATHER 
STRIPPING AROUND 
PERIMETER

OVERHEAD 
DOOR TRACK

1/4" METAL PLATE INSTALLED 
AROUND OVERHEAD DOOR 
OPENING. 
ANCHORING:  ANCHOR TO CMU WITH 
SIMPSON TITAN HD HEX HEAD 
ANCHOR 3/8" x 3" ZINC PLATED, OR 
EQUAL @ 16" O.C.

1/2"

1' - 7"

1/2"

CMU BOND BEAM, 
REFER TO 
STRUCTURAL

6"

BRICK, SEE ELEVATION

BRICK LINTEL, REFER TO 
STRUCTURAL

WEEP (VENT) AT 24" O.C.

CONTINUOUS FLASHING
W/ SST DRIP EDGE

SEALANT

MORTAR DIVERTER

FULLY ADHERED 
FLEXIBLE FLASHING

2x WOOD BLOCKING

CLOSED CELL SPRAY 
FOAM INSULATION
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1 1/2" = 1'-0"

DOOR DETAILS

A904

04/30/25

AKJ

616501

KSG

04/30/25

UNION GROVE, WI 53182

UNION GROVE YORKVILLE FIRE
STATION
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SCALE:  1 1/2" = 1'-0"8
DOOR THRESHOLD DETAIL

SCALE:  1 1/2" = 1'-0"2
DOOR HEAD DETAIL

SCALE:  1 1/2" = 1'-0"7
FOUR FOLD THRESHOLD

SCALE:  1 1/2" = 1'-0"1
FOUR-FOLD HEAD DETAIL - CAST STONE

SCALE:  1 1/2" = 1'-0"4
FOUR-FOLD DOOR JAMB

NOT TO SCALE6
DOOR JAMB DETAIL

NOT TO SCALE5
DOOR JAMB DETAIL

NOT TO SCALE3
DOOR HEAD DETAIL

NOT TO SCALE9
DOOR THRESHOLD DETAIL

NOT TO SCALE10
OH DOOR HEAD DETAIL-CMU



BOND BEAM, 
RADIUS 1" BOTH 
EDGES

CMU WALL

DOOR, SEE 
INTERIOR 
ELEVATIONS 
FOR SIZE

MEZZANINE 
LEVEL

APPARATUS 
BAY

5/8" GYP BD, TYPICAL 
BOTH SIDES 

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL FRAME

METAL STUD HEADER

SOUND BATT 
INSULATION

  5 7/8"

  8 1/4"

3 5/8" METAL STUD

6" METAL STUD

5/8" GYP BD, TYPICAL 
BOTH SIDES

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL FRAME

SOUND BATT INSULATION

 
 

5
 7

/8
"

 
 

8
 1

/4
"

3 
5/

8"
 M

E
T

A
L 

S
T

U
D

6"
 M

E
T

A
L 

S
T

U
D

HOLLOW METAL 
FRAME, GROUT 
SOLID

CMU (SEE 
FLOOR PLAN 
FOR SIZES & 
TYPES)

BOND BEAM, 
SEE 
STRUCTURAL 

PERIMETER 
SEALANT, 
TYPICAL BOTH 
SIDES

(3) ANCHORS PER 
JAMB (MIN) 
GROUT SOLID

5/8" GYP BD OVER 
RESILIENT 
FURRING 
CHANNELS @ 16" 
O.C.

1/2"

5 3/4"

5 3/4"

HEAD DETAIL JAMB DETAIL

5/8" GYP BD, TYPICAL 
BOTH SIDES 

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

ALUMINUM FRAME

METAL STUD HEADER

SOUND BATT 
INSULATION

3/8"

HOLLOW METAL 
FRAME, GROUT 
SOLID

CMU (SEE 
FLOOR PLAN 
FOR SIZES & 
TYPES)

BOND BEAM, 
SEE 
STRUCTURAL 

PERIMETER 
SEALANT, 
TYPICAL BOTH 
SIDES

(3) ANCHORS PER 
JAMB (MIN) 
GROUT SOLID

1/2"

5 3/4"

5 3/4"

HEAD DETAIL JAMB DETAIL

5/8" GYP BD, TYP. BOTH 
SIDES 

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

ALUMINUM FRAME

SOUND BATT 
INSULATION

METAL STUD JAMB

5/8" GYP BD, TYPICAL 
BOTH SIDES 

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL FRAME

SOUND BATT 
INSULATION

CMU

NON-RATED PARTITIONS

NON-CONTINUOUS STEEL 
ANGLE, BOTH SIDES; REF 

TO STRUCTURAL DWGS

CMU

NON-CONTINUOUS 
STEEL ANGLE, BOTH 

SIDES; REF TO 
STRUCTURAL DWGS

RATED PARTITIONS

MINERAL WOOL 
INSULATION

FIRESTOP SEALANT, 
BOTH SIDES

FIRESTOP SEALANT, 
BOTH SIDES

CMU

NON-CONTINUOUS 
STEEL ANGLE, BOTH 

SIDES; REF TO 
STRUCTURAL DWGS

RATED PARTITIONS

MINERAL WOOL 
INSULATION

FIRESTOP SEALANT, 
BOTH SIDES

SEE PLAN FOR WALL 
TYPE

1' - 2" 10"

QUARTZ 
COUNTERTOP

RECESS TRACK IN 
COUNTERTOP

CONCEALED 
COUNTERTOP 
BRACKETS

5/8"  GYP BD UL
TYPE ULIX

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL 
FRAME

METAL STUD HEADER

SOUND BATT 
INSULATION

(2) 5/8" GYP BD, 
UL TYPE ULIX

6 1/2"

5/8"  GYP BD UL
TYPE ULIX

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL FRAME

METAL STUD HEADER

SOUND BATT 
INSULATION

(2) 5/8" GYP BD, 
UL TYPE ULIX

6 1/2"

M
IN4
"

1
"

FASTEN INSIDE GYP 
3" FROM TOP

OFFSET SHOULDER 
DEFLECTION TRACK 
FASTENED 24" OC

CUT GYP AROUND 
FLUTES, BOTH SIDES

MINERAL WOOL INSULATION

FIRESTOP SEALANT, BOTH 
SIDES

DEFLECTION TRACK 
FASTENED 24" OC

20 GA STEEL PLATE

FILL FLUTES W/ MINERAL 
WOOL INSULATION

FILL GAP WITH MINERAL 
WOOL INSULATION

FIRESTOP SEALANT 1/2" MIN 
OVERLAP EACH SURFACE

OFFSET SHOULDER 
DEFLECTION TRACK 
FASTENED 24" OC

CUT GYP AROUND 
FLUTES, BOTH SIDES

SOUND ATTENUATION 
BLANKET

ACCOUSTICAL SEALANT, 
BOTH SIDES

FASTEN INSIDE GYP 
3" FROM TOP

RATED PARTITIONS RATED PARTITIONSACCOUSTICAL PARTITIONS

DEFLECTION TRACK 
FASTENED 24" OC

NON--RATED PARTITIONS

(2) 5/8"  GYP BD, UL TYPE 
ULIX 

METAL STUDS AT 
16" O.C.

PERIMETER SEALANT, 
TYPICAL BOTH SIDES

HOLLOW METAL FRAME

SOUND BATT INSULATION

5/8" GYP BD, UL TYPE ULIX

6
 1

/2
"

METAL STUD JAMB

HOLLOW METAL 
FRAME, GROUT 
SOLID

CMU (SEE 
FLOOR PLAN 
FOR SIZES & 
TYPES)

BOND BEAM, 
SEE 
STRUCTURAL 

PERIMETER 
SEALANT, 
TYPICAL BOTH 
SIDES
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1 1/2" = 1'-0"
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SCALE:  1 1/2" = 1'-0"11
TRAINING DOOR SILL DETAIL

SCALE:  1 1/2" = 1'-0"1
DOOR/WINDOW HEAD DETAIL

SCALE:  1 1/2" = 1'-0"5
DOOR/WINDOW JAMB DETAIL

SCALE:  1 1/2" = 1'-0"7
DOOR/WINDOW HEAD AND JAMB

SCALE:  1 1/2" = 1'-0"2
DOOR/WINDOW HEAD DETAIL

SCALE:  1 1/2" = 1'-0"8
DOOR/WINDOW HEAD AND JAMB

SCALE:  1 1/2" = 1'-0"4
DOOR/WINDOW JAMB DETAIL

SCALE:  1 1/2" = 1'-0"9
DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"14
TYPICAL CLOSURE DETAILS

SCALE:  1 1/2" = 1'-0"13
SERVICE WINDOW SILL DETAIL

SCALE:  1 1/2" = 1'-0"3
DOOR/WINDOW HEAD DETAIL

SCALE:  1 1/2" = 1'-0"10
WINDOW SILL DETAIL

SCALE:  1 1/2" = 1'-0"15
TYPICAL CLOSURE DETAILS

SCALE:  1 1/2" = 1'-0"6
DOOR/WINDOW JAMB DETAIL

SCALE:  1 1/2" = 1'-0"12
WINDOW SILL DETAIL



ALUMINUM FRAME

COLD FORMED METAL 
FRAMING HEADER; REF 
TO STRUCT DWGS & FILL 
SOLID W/ SPRAY FOAM 

BRICK, SEE ELEVATION

GYP BD

EXTERIOR SHEATHING

STEEL ANGLE, SEE 
STRUCTURAL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT FRAME

FILL VOID SOLID WITH 
INSULATION

WEEP (VENT) AT 24" O.C.

3/8" RECESSED BRICK , 
SEE ELEVATIONS

2x WOOD BLOCKING

FULLY ADHERE AIR 
BARRIER MEMBRANE 
FLASHING

CONT FLASHING W/ SST 
DRIP EDGE

MORTAR DIVERTER

CLOSED CELL SPRAY 
FOAM INSULATION

COLD FORMED METAL 
FRAMING

4 3/8"
ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

BRICK, SEE ELEVATION

CLOSED CELL 
SPRAY FOAM INSUL

CMU BOND BEAM,
REFER TO STRUCT

MORTAR DIVERTER

FULLY ADHERE AIR 
BARRIER MEMBRANE 
FLASHING

2x WOOD BLOCKING

WEEP (VENT) AT 24" O.C.

STEEL ANGLE, SEE 
STRUCTURAL

CONT FLASHING W/ SST 
DRIP EDGE

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

3" ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

BRICK, SEE ELEVATION

CMU BOND BEAM,
REFER TO STRUCT

MORTAR DIVERTER

FULLY ADHERED FLEXIBLE 
FLASHING

2x WOOD BLOCKING

STEEL ANGLE, SEE STRUCTURAL

CONT FLASHING W/ SST DRIP 
EDGE

PERIMETER SEALANT AND BACKER 
ROD, TYPICAL BOTH SIDES

TIE AIR BARRIER MEMBRANE 
FLASHING INTO STOREFRONT 
FRAME

3"

CAST STONE HEADER 
KEYSTONE , SEE ELEVATION

GYP BD AND FURRING OVER CMU 
W/GYP RETURN TO STOREFRONT 
FRAME, SEE FLOOR PLAN AND 
WALL SECTIONS FOR LOCATION

CLOSED CELL 
SPRAY FOAM INSUL

3" 6"

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

2x WOOD BLOCKING

FULLY ADHERED AIR 
BARRIER MEMBRANE 
FLASHING

CMU BOND BEAM

CLOSED CELL SPRAY 
FOAM INSULATION

BRICK,
SEE ELEVATIONS

LINE INDICATES FACE OF 
BRICK / FOUNDATION 
WALL

ALUMINUM SILL FLASHING

BACKER ROD & SEALANT, 
TYPICAL BOTH SIDES

ALUMINUM FRAME 

SHIM, FILL VOID SOLID 
WITH INSULATION

GYP BD AND FURRING 
OVER CMU, SEE FLOOR 
PLAN AND WALL 
SECTIONS FOR 
LOCATIONS

3"

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

2x WOOD BLOCKING

FULLY ADHERED 
FLEXIBLE  FLASHING

CMU BOND BEAM

BRICK,
SEE ELEVATIONS

CAST STONE,
SEE ELEVATIONS

ALUMINUM SILL FLASHING

BACKER ROD & SEALANT, 
TYPICAL BOTH SIDES

ALUMINUM FRAME SHIM, FILL VOID SOLID 
WITH INSULATION

1
 1

/2
"

1/8" DIAMOND PLATE 
SILL OVER 3/4" 
PLYWOOD SUB-SILL, 
ANCHOR TO CMU 

GYP BD AND FURRING 
OVER CMU, SEE FLOOR 
PLAN AND WALL SECTIONS 
FOR LOCATIONS

FILL VOID WITH CLOSED 
CELL SPRAY FOAM 
INSULATION

CLOSED CELL 
SPRAY FOAM INSUL

3"

CONCRETE MASONRY 
VENEER, SEE ELEVATION

CLOSED CELL SPRAY 
FOAM INSUL

CMU

FULLY ADHERED AIR 
BARRIER MEMBRANE 
FLASHING

2x WOOD BLOCKING

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

HAT CHANNEL

GYP BD AND FURRING OVER 
CMU W/GYP RETURN TO 
STOREFRONT FRAME, SEE 
FLOOR PLAN AND WALL 
SECTIONS FOR LOCATION

ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

BRICK, SEE ELEVATION

CLOSED CELL 
SPRAY FOAM INSUL

CMU BOND BEAM,
REFER TO STRUCT

MORTAR DIVERTER

FULLY ADHERE AIR 
BARRIER MEMBRANE 
FLASHING

2x WOOD BLOCKING

WEEP (VENT) AT 24" O.C.

STEEL ANGLE, SEE 
STRUCTURAL

CONT FLASHING W/ SST 
DRIP EDGE

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

GYP BD AND FURRING OVER 
CMU W/GYP RETURN TO 
STOREFRONT FRAME, SEE 
FLOOR PLAN AND WALL 
SECTIONS FOR LOCATION

ALUMINUM FRAME

SHIM, FILL VOID SOLID 
WITH INSULATION

SOLID SURFACE WINDOW 
SILL, OVER 1/2" PLYWD 
SUB-SILL. VERIFY WALL 
THICKNESS AT EACH 
CONDITION

CONTINUOUS SEALANT 
JOINT, TYP BOTH SIDES

ALUMINUM SILL FLASHING

FULLY ADHERED AIR 
BARRIER MEMBRANE 
FLASHING, TIE INTO 
STOREFRONT FRAME

2x WOOD BLOCKING

CLOSED CELL SPRAY 
FOAM INSULATION

EXTERIOR SHEATHING

6" COLD FORMED METAL 
FRAMING

GYPSUM SHEATHING

1"

1
"

CAST STONE,
SEE ELEVATIONS

CONCRETE MASONRY 
VENEER, SEE ELEVATIONS

ALUMINUM FRAME

SHIM, FILL VOID SOLID 
WITH INSULATION

SOLID SURFACE WINDOW 
SILL, OVER 1/2" PLYWD 
SUB-SILL. VERIFY WALL 
THICKNESS AT EACH 
CONDITION

CONTINUOUS SEALANT 
JOINT, TYP BOTH SIDES

ALUMINUM SILL FLASHING

FULLY ADHERED AIR 
BARRIER MEMBRANE 
FLASHING, TIE INTO 
STOREFRONT FRAME

2x WOOD BLOCKING

CLOSED CELL SPRAY 
FOAM INSULATION

EXTERIOR SHEATHING

6" COLD FORMED METAL 
FRAMING
GYPSUM SHEATHING

1"

1
"

CAST STONE,
SEE ELEVATIONS

CONCRETE MASONRY 
VENEER, SEE ELEVATIONS

ALUMINUM FRAME

COLD FORMED METAL 
FRAMING HEADER; REF 
TO STRUCT DWGS & FILL 
SOLID W/ SPRAY FOAM 

GYP BD

EXTERIOR SHEATHING

STEEL ANGLE, SEE 
STRUCTURAL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT FRAME

FILL VOID SOLID WITH 
INSULATION

WEEP (VENT) AT 24" O.C.

2x WOOD BLOCKING

FULLY ADHERE AIR 
BARRIER MEMBRANE 
FLASHING

CONT FLASHING W/ SST 
DRIP EDGE

MORTAR DIVERTER

CLOSED CELL SPRAY 
FOAM INSULATION

COLD FORMED METAL 
FRAMING

3"

CAST STONE, SEE 
ELEVATION

CONCRETE MASONRY 
VENEER, SEE ELEVATIONS

FULLY ADHERED 
MEMBRANE FLASHING, 
TIE INTO STOREFRONT 
FRAME

HAT CHANNEL OVER 2x 
WOOD BLOCKING

ALUMINUM FRAME

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

FILL VOID SOLID WITH 
INSULATION

PANEL TRIM W/ WEEPS & 
FLASHING BY MANUF

ALUMINUM FRAME

COLD FORMED METAL 
FRAMING HEADER; REF 
TO STRUCT DWGS & FILL 
SOLID W/ SPRAY FOAM 

GYP BD

EXTERIOR SHEATHING

STEEL ANGLE, SEE 
STRUCTURAL

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT FRAME

FILL VOID SOLID WITH 
INSULATION

WEEP (VENT) AT 24" O.C.

2x WOOD BLOCKING

FULLY ADHERE AIR 
BARRIER MEMBRANE 
FLASHING

CONT FLASHING W/ SST 
DRIP EDGE

MORTAR DIVERTER

CLOSED CELL SPRAY 
FOAM INSULATION

COLD FORMED METAL 
FRAMING

4 3/8"

CONCRETE MASONRY 
VENEER, SEE ELEVATIONS

CAST STONE HEADER 
KEYSTONE , SEE ELEVATION

3"

BRICK, SEE ELEVATION

2 1/2" RIGID POLYISO 
INSULATION (R-15.8) 

CMU

FULLY ADHERED 
FLEXIBLE FLASHING

2x WOOD BLOCKING

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

GYP BD AND FURRING 
OVER CMU W/GYP 
RETURN TO 
STOREFRONT FRAME, 
SEE FLOOR PLAN AND 
WALL SECTIONS FOR 
LOCATION

3"

STONE MASONRY 
VENEER, SEE ELEVATION

2 1/2" RIGID POLYISO 
INSULATION (R-15.8) 

CMU

FULLY ADHERED 
FLEXIBLE FLASHING

2x WOOD BLOCKING

TIE AIR BARRIER 
MEMBRANE FLASHING 
INTO STOREFRONT 
FRAME

PERIMETER SEALANT 
AND BACKER ROD, 
TYPICAL BOTH SIDES

ALUMINUM FRAME

FILL VOID SOLID WITH 
INSULATION

GYP BD AND FURRING OVER 
CMU W/GYP RETURN TO 
STOREFRONT FRAME, SEE 
FLOOR PLAN AND WALL 
SECTIONS FOR LOCATION

DOOR

THRESHOLD, FLUSH 
WITH FLOOR SET IN SEALANT

2 x 4 PRESSURE TREATED 
WOOD BLOCKING 

AIR BARRIER TRANSITION 

BOND BEAM 

STAIR LANDING  
ROOF SYSTEM 
SEE ROOF PLAN

3/4" PRESSURE TREATED
PLYWOOD, SLOPE AWAY 
FROM THRESHOLD

12 GAUGE ALUM FLASHING 
TO EXTEND UNDER 
THRESHOLD

ROOF MEMBRANE FLASHING 
TO EXTEND UNDER 
THRESHOLD 

4" SOLID CMU

24" x 30" RUBBER ROOF PAVER,
SEE ROOF PLAN FOR QUANTITY 
AND LOCATION

4" H CONT STRUCT INSUL BOARD

FILL VOID SOLID WITH CLOSE
CELL SPRAY FOAM INSULATION

BRICK ANGLE, REFER 
STRUCTURE DRAWINGS 

1
 1

/2
"

1/8" DIAMOND PLATE SILL 
GROUTED IN, ANCHOR TO 
CMU. TERMINATE UNDER 
THRESHOLD

ALUMINUM FRAME
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WINDOW SILL DETAIL
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WALL TILE
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WALL TILE

NOTE:
REFER TO FINISH FLOOR PLANS 
FOR TILE TYPES

1. SEE SPEC SECTIONS, ROOM FINISH SCHEDULE, MATERIALS LEGEND, INTERIOR 
ELEVATIONS, REFLECTED CEILING PLANS AND DETAILS FOR FURTHER INFORMATION. 

2. AL MATERIALS SHALL BE APPLIED IN ACCORDANCE WITH SPECIFICATIONS AND 
MANUFACTURERS RECOMMENDATIONS. 

3. ALL LOUVERS, VENTS, GRILLS, AND OTHER MISC. MECHANICAL AND ELECTRICAL DEVICES 
SHALL BE PAINTED TO MATCH SURFACE WHICH THEY APPEAR, UNLESS OTHERWISE 
NOTED. 

4. CORNER GUARDS TO BE PROVIDED AT ALL OUTSIDE GYPSUM CORNERS, UNLESS 
OTHERWISE NOTED. 

5. CASEWORK: SEE INTERIOR ELEVATIONS FOR PLAM OR WOOD COLORS.

6. HOLLOW METAL DOORS, FRAMES AND METAL HANDRAILS TO BE PAINTED PX, UNLESS 
OTHERWISE NOTED. 

7. SOLID SURFACE COUNTERS TO BE SSFx; REFER TO MATERIAL LEGEND FOR ADDITIONAL 
INFORMATION. INTRAGAL BOWL COLOR TO BE SELECTED FROM STANDARD COLORS. 

8. WINDOW SILLS TO BE SSFx

9. FLOOR PATTERNS ARE NOTED WITH A SOLID LINE AND ARE NOTED WITH A KEY CODE. 
FLOOR TRANSITIONS ARE NOTED WHERE SURFACES, OR ORIENTATIONS CHANGE. 

10. ALL FLOORING TRANSITIONS WILL BE FINISHED WITH TRANSITION STRIP. SEE SPEC FOR 
FURTHER INFORMATION. 

11. ALL FLOORING CHANGES TO OCCUR UNDER CENTERLINE OF DOOR UNLESS OTHERWISE 
NOTED. 

12. ALL WALLS TO BE PAINTED P1, UNLESS OTHERWISE INDICATED WITH ACCENT WALL  
NOTES, OR ON PLAN WITH KEY NOTE. 

13. WALL ACCENT PAINT COLORS IN OPEN AREAS ARE NOTED WITH A DASHED LINE AND END 
AT THE TRANSITION POINT ON THE WALL. 

14. WINDOW SHADES TO BE PROVIDED BY CONTRACTOR. ALL WINDOWS WITH SILL HEIGHTS 
AT OR ABOVE 5' A.F.F TO BE MOTORIZED. ALL WINDOWS WITH SILL HEIGHTS BELOW 4' - 11" 
A.F.F OR BELOW TO BE MANUAL. SEE PLANS FOR SHADE TYPES AND SPEC FOR FURTHER 
INFORMATION.

15. IF THE DRAWINGS DISAGREE IN THEMSELVES OR WITH THE SPECIFICATIONS, THE BETTER 
QUALITY AND/OR GREATER QUANTITY OF WORK AND MATERIALS WILL BE ESTIMATED 
UPON. IF ANY ERROR IN THE CONTRACT DOCUMENTS, AND / OR OMISSIONS APPEAR IN 
THE CONTRACT DOCUMENTS, THE CONTRACTOR SHALL NOTIFY THE DESIGNER VIA 
TELEPHONE CALL AND IN WRITING BEFORE PROCEEDING WITH THE WORK.

16. PRIOR TO TILE INSTALL, REVIEW TILE LAYOUT WITH ARCHITECT
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1. SEE SPEC SECTIONS, ROOM FINISH SCHEDULE, MATERIALS LEGEND, INTERIOR 
ELEVATIONS, REFLECTED CEILING PLANS AND DETAILS FOR FURTHER INFORMATION. 

2. AL MATERIALS SHALL BE APPLIED IN ACCORDANCE WITH SPECIFICATIONS AND 
MANUFACTURERS RECOMMENDATIONS. 

3. ALL LOUVERS, VENTS, GRILLS, AND OTHER MISC. MECHANICAL AND ELECTRICAL DEVICES 
SHALL BE PAINTED TO MATCH SURFACE WHICH THEY APPEAR, UNLESS OTHERWISE 
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4. CORNER GUARDS TO BE PROVIDED AT ALL OUTSIDE GYPSUM CORNERS, UNLESS 
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